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3. Experimental

3.1. Apparatus and materials

Degradation studies of the aqueous glycol solutions were carried out using the
apparatus shown in fig. 1. Glycol solutions, 225 ml, were placed in cylindrical glass
reaction tubes of 260 ml capacity. Water cooled condenser tubes were connected to
the reaction tubes to minimize the loss of the glycol solutions. The reaction solutions
were maintained at the temperatures to within +1°C by immersion in an oil bath.
The temperatures used were 75, 86 and 101°C. Test solutions were either deaerated
with high purity N,(g) or aerated with laboratory air which passes through gas
dispersion tubes immersed in the solutions. Experimental details are presented in
table 2.

Fig. 1. Apparatus for thermal oxidative degradation studies. Three oil baths were used, each holding 24
glass reaction vessels.
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Common ion solutions (table 1) were prepared and by dissolving reagent grade
chemicals in distilled water. Reagent grade ethylene glycol and 1,2-propylene glycol
were vacuum distilled and diluted to 50 and 66 vol% with the common ion solution,
respectively, to give 9 mol /1 aqueous solutions.

The effect of metallic aluminum and copper on glycol degradation also were
investigated. Coupons of 1100 aluminum and 110 copper alloys (19.2 X 50.0 X 0.80
mm’) were placed in the test solutions immediately prior to heating them. For each
combination of reaction conditions at each temperature, replicate degradation
reactions were conducted.

3.2. Measurement of pH

For each measurement a 4-6 ml aliquot was taken from the reaction tubes,
transfered to a stoppered vial, and allowed to cool to ambient temperature (23 + 2°C).
Measurements of the pH were made on stirred samples under N,(g), using a
combination pH electrode and a high impedance voltmeter as required in ASTM D
1287 [6]. The meter was calibrated between 3.0 to 12.0 pH units using pH buffer
solutions specified in ASTM D 1287 [6]. Calibration was performed before begin-
ning a set of 16 measurements and checked upon completion of the set. The
maximum observed drift in pH was less than 0.1 units.

The pH readings of solutions without added common ions usually required
several minutes before they stabilized and could be recorded. In contrast, pH
readings of solutions containing common ions stabilized within a minute after
immersing the combination electrode. For a given combination of reaction condi-
tions, the pH value of every second data point was determined in replicate. The
number of analyses to be undertaken precluded the possibility of determining the
pH value of each point twice. Duplicate pH readings of a data point were found to
be within +0.1 pH units. The pH values for the replicate degradation reactions were
generally determined to be within +0.5 pH units. During the course of the study,
five test solutions of both ethylene glycol and propylene glycol were prepared. The
mean pH values of the test solutions were 8.1 (standard deviation of 0.30 pH units)
for both ethylene glycol and propylene glycol.

Table 2

Experimental details

Temperature 75, 86 and 101°C

Solution compositions 9 mol /1 aqueous solution of ethylene
or 1,2-propyleneglycol

Common ions added (see table 1); not added

Metals used 1100 Al alloy; 110 Cu; none

Aeration condition laboratory compressed air or purified N, (g)
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4. Results and discussion
4.1. Solutions without common ions

The pH values of aerated solutions without common ions decreased significantly
after relatively short periods of heating. For example, when heated a 75°C, the pH
value of both ethylene and propylene glycol solutions in contact with copper
decreased to below 6 within 500 h (fig. 2). Subsequently, smaller decreases in pH
were observed and at 3360 h (140 d) the pH values were 4.8 for the ethylene glycol
solution and 4.6 for the propylene glycol solution (table 3). In contrast to solutions
in contact with copper, the pH of the solutions having no metal present decreased at
a slower rate. The pH values of solutions having aluminum present were slightly
higher than those obtained in the absence of any test metal (fig. 2). Even with
aluminum, however, the pH values of both glycol solutions were less than 7 units
after 1500 h of heating at 75°C, and decreased to 6.3 units for the ethylene solution
and 5.9 units for the propylene solutions after 3360 h (table 3).

At higher temperatures, 87 (fig. 3) and 101°C (fig. 4), the pH curve when copper
was present had a similar shape to that obtained at 75°C, but was depressed to
somewhat lower pH values. For example, the pH values for ethylene glycol after
3360 h of heating were 4.8 at 75°C, 4.5 at 86°C and 3.4 at 101°C (table 3). The pH
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Fig. 2. Change in pH values of aerated glycol solutions at 75°C.
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Table 3
pH of aerated aqueous glycol solutions at 3360 h (140 d)
Glycol ¥ Common Temp. pH
H b) )
1ons O none copper aluminum
Ethylene none 75 6.1 4.8 6.3
none 86 43 45 47
added 71 6.7 10.1
none 101 24 34 39
added 7.8 5.3 9.8
1,2-propylene none 75 5.8 4.6 5.9
none 86 5.4 4.1 5.3
added 72 49 8.3
none 101 2.0 37 3.7
added 71 5.1 7.5
% 9 mol/1 aqueous solutions.
' Composition given in table 1.
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Fig. 3. Change in pH values of aerated glycol solutions at 86°C. Broken lines indicate that the solutions
contained common ions, solid lines indicate that common ions were not added.
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curves obtained in the presence of aluminum and in the absence of any test metal
were clearly more temperature sensitive than when copper was present. The lowest
pH values were measured for glycol solutions heated at 101°C in the absence of any
test metal. Under these conditions, the pH values after 3360 h were 2.4 units for the
ethylene glycol solution and 2.0 units for the propylene glycol solution.

4.2. Common ions

Common ions (listed in table 1) were added to glycol solutions prior to being
heated at 86 and 101°C. Their effects on changes in pH values of aerated glycol
solutions are indicated by the broken line curves in figs. 3 and 4. The effectiveness of
the common ions in suppressing reductions in pH were dependent on the presence of
metal and decreased in the sequence: aluminum, no metal, copper. The combination
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Fig. 4. Change in pH values of aerated glycol solutions at 101°C. Broken lines indicate that the solutions
contained common ions, solid lines indicate that common ions were not added.
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of common ions and aluminum, with one exception, produced an increase in pH.
This pH increase may be attributable to the amphoteric behavior of aluminum [7].
The exception occurred when aerated propylene glycol was heated at 101°C. Under
these conditions a decrease of 0.6 pH units was measured after 3360 h of heating
(table 3).

Common ions were somewhat less effective when aluminum was not present; e.g.
the pH of aerated ethylene glycol heated at 86°C for 3360 h was reduced to 7.1 but
was 10.1 in the presence of aluminum. Under the same conditions without common
ions, however, the pH was reduced to 4.3 units. The effects of common ions when no
metal was present were most noticeable at 101°C. After 3360 h of heating at 101°C
the pH of aerated ethylene glycol was 2.4 units and that of propylene glycol was 2.0
units compared to respective values of 7.8 and 7.1 units when common ions were
added.

Common ions were less effective when copper was present. Only with the
exception of ethylene glycol heated at 86°C were the pH values of the solution above
6 units after 1600 h. After 3360 h all the pH values of glycol solutions in contact
with copper were acidic, ranging from 6.7 to 5.2 units for ethylene glycol and 5.1 to
4.9 units for propylene glycol.

4.3. Aeration conditions

A limited study was performed to determine the effects of aeration conditions on
degradation of glycol solutions and the results are given in table 4. Under identical
test conditions, the glycol solutions which were deaerated with N,(g) produced less
acidic solutions than the aerated solutions. The observed decrease in pH values of
the deaerated solutions after 3360 h of testing is considered to have been caused
largely by some exposure of the solutions to air while extracting samples for the pH
measurements.

Table 4
Comparison of effects of N, (g) and air on pH of aqueous glycol solutions 2
Glycol ® Common Conditions pH
ions ) _ o o o
T="175°C 86°C 100°C
Ethylene none Na(g) 74 6.1 6.0
air 6.1 43 24
added N, (g) 1.7 715
air 71 7.8
1,2-propylene none Ny(g) 7.0 438 48
air 5.8 5.4 2.0
added N, (g) 7.2 7.3
air 72 71

) Based on 3360 h (140 d) of testing. No test metal present.
® 9 mol/I aqueous solutions.
9 Composition given in table 1.
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4.4. Glycol

As indicated by changes in the pH, little difference was observed in the chemical
stability of aqueous ethylene glycol and propylene glycol solutions except when both
aluminum and common ions were present. Under these conditions, the pH values of
aerated ethylene glycol solutions at 86 and 101°C were about 2 pH units higher than
those for propylene glycol after 3360 h of testing.

5. Summary and conclusions

This study investigated the effects of several variables on the thermal stability of
aqueous ethylene glycol and propylene glycol solutions. Solutions without common
ions were heated at 75, 86 and 101°C with aeration and in the presence of metallic
copper aluminum, or without a metal present. The extent of glycol degradation was
monitored by periodically measuring the pH value of the test solution. All solutions
produced acidic degradation products as indicated by a decrease in their pH values.
As expected, the decrease in pH of the reaction solutions was temperature dependent
with the lowest pH values resulting from heating at 101°C. When heated with
aeration for 3360 h (140 d) at 101°C in the presence of metallic copper or aluminum,
the glycol solutions showed a decrease in pH value to less than 4. Under these
conditions in the absence of metal, the pH of the ethylene glycol solution dropped to
2.4 and the pH of the propylene glycol solution dropped to 2.0. It was also found
that for a given set of reaction conditions (i.e. temperature, presence or absence of
metal), the two glycols showed comparable decreases in the pH values of their
aqueous solutions.

The study also examined the effectiveness of using common ions to prevent a
decrease in the pH values of the glycol solutions upon heating. The common ions
used were the anions of the organic acids previously found to be produced by the
thermal oxidative degradation of aqueous ethylene and propylene glycol solutions.
The effect of the common ions was found to be somewhat glycol dependent.
Decreases in pH values of the ethylene glycols in contact with aluminum were
effectively suppressed when common ions were added. Common ions were less
effective in suppressing pH changes of propylene glycol solutions. When copper was
present, acidic solutions were produced even when common ions were added to the
glycol solutions. The common ion effect for solutions having no metals was inter-
mediate between the common ion effects found when either metallic aluminum or
copper was present.
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