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1.  Introduction

1.1  Background2

The building community needs a classification framework to provide a consistent
reference for the description, economic analysis, and management of buildings during all
phases of their life cycle.  This includes planning, programming, design, construction,
operations, and disposal.  The elemental building classification UNIFORMAT II meets
these objectives.  Elements are major components, common to most buildings, that
usually perform a given function regardless of the design specification, construction
method, or materials used.  Examples of elements are foundations, exterior walls,
sprinkler systems, and lighting.

The need for an elemental classification is most apparent in the economic evaluation of
building alternatives at the design stage.  One way of obtaining an estimate of the life-
cycle costs of design alternatives is to perform detailed quantity takeoffs of all materials
and tasks associated with the construction, operation, and maintenance of the buildings.
MasterFormat 95™,3 a classification that is based on products and materials, is a logical
format choice when preparing detailed cost estimates.  But a cost estimate prepared using
a format based on a listing of products and materials is time consuming, costly, and
inappropriate at the early design stages.  Yet, it is in the early stages of design that
economic analysis is most important in establishing the economically efficient choices
among building alternatives.  Only estimates based on an elemental classification such as
UNIFORMAT II provide the necessary cost information for the analyst to evaluate
building alternatives in a cost-effective manner.

UNIFORMAT II is the elemental classification proposed in this report because it was
developed through an industry/government consensus process and has been widely
accepted as an ASTM standard.4  A “standard” set of elements that are uniformly applied
is essential to achieve the benefits of the elemental system approach.  Shared databases of
historical elemental costs, for example, are of little help in estimating future costs unless
the user defines elements the same as the categories in the database.

                                                       
2 For additional background information, see Bowen, Charette, and Marshall, UNIFORMAT II,
NIST Special Publication 841.
3 The Construction Specifications Institute, MasterFormat 95™, 1995 edition (Alexandria, VA: The
Construction Specifications Institute, 1995).
4American Society for Testing and Materials, ASTM E 1557-97: "Standard Classification for Building
Elements and Related Sitework-UNIFORMAT II" (West Conshohocken, PA:  American Society for
Testing and Materials, 1997).
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1.2  History

Hanscomb Associates in the United States developed for the American Institute of
Architects (AIA) in 1973 an elemental format called MASTERCOST.5  The General
Services Administration (GSA) was also developing an elemental format, which was
called UNIFORMAT.  AIA and GSA ultimately agreed on a common format which
became known officially as UNIFORMAT.  It was incorporated into AIA's practice on
construction cost management 6 and GSA's project estimating requirements.7

UNIFORMAT never gained "standard" status or Federal recognition as an official
elemental classification.  Yet, it is the basis of most elemental formats used in the United
States.

In 1989, the E06.81 ASTM Subcommittee on Building Economics, representing a wide
spectrum of the construction industry, initiated the development of an ASTM Standard
Classification for Building Elements based in part on the original UNIFORMAT.  The
new classification was called UNIFORMAT II to emphasize its ties to the original
UNIFORMAT.

In August of 1992, NIST issued Special Publication 841 entitled UNIFORMAT II - A
Recommended Classification for Building Elements and Related Sitework.8 The purpose
of the publication was to obtain consensus from the design and construction industry in
preparation for writing an ASTM standard on UNIFORMAT II.  ASTM Standard E1557,
"Standard Classification for Building Elements and Related Sitework-UNIFORMAT II,"
approved in 1993, was the result.  The standard was revised in 1997 and designated as
E1557-97.9

UNIFORMAT II provides significant advances over the original UNIFORMAT produced
for GSA and AIA.  UNIFORMAT II takes into consideration a broader range of building
types than those originally considered, and numerous suggestions for improvement made
by practitioners using the original UNIFORMAT were incorporated.  These included
suggestions of the United States defense agencies that were also using variants of
UNIFORMAT.

Elemental formats were developed in other countries prior to UNIFORMAT in a search
for a better framework to help perform economic analyses of building projects.  British
quantity surveyors first developed an elemental format after World War II while helping
the Department of Education develop a cost planning and cost control approach in

                                                       
5 American Institute of Architects, MASTERCOST Instruction Manual (Washington, DC: American
Institute of Architects, 1974).
6 American Institute of Architects, "Practice 3.73—Construction Cost Management,"  The Architects
Handbook of Professional Practice—7th Edition (Washington, DC: American Institute of Architects, 1992),
pp. 681-702.
7 General Services Administration, Handbook PBS P3440.5, Project Estimating Requirements
(Washington, DC: General Services Administration, August 24, 1981).
8 Bowen, Charette, and Marshall, UNIFORMAT II, NIST Special Publication 841.
9 ASTM Standard E 1557-97: "Standard Classification for Building Elements and Related Sitework."
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rebuilding and expanding the British school system.10 This led to the Royal Institution of
Chartered Surveyors (RICS) publishing a standard list of elements11 in 1969 that the
building community uses routinely in the United Kingdom.  As quantity surveyors who
trained in Britain performed their jobs around the globe, they took the elemental format
with them.  By 1972, the Canadian Institute of Quantity Surveyors promulgated its own
standard classification of elements for buildings12 which was subsequently adopted by the
Royal Architectural Institute of Canada (RAIC).  The United Kingdom, Belgium,
Germany, France, Ireland, Switzerland, Denmark, South Africa, Japan, the Netherlands,
Hong Kong, and many of the former British colonies now have an elemental
classification system.  The need for a universal elemental system has encouraged the
International Council for Building Research Studies and Documentation (CIB) and the
Construction Economics European Committee (CEEC) to establish an elemental format
to collect costs for international exchange.  A major objective of the CEEC format is to
make it compatible with the existing formats of as many European countries as possible.
However, the CEEC format has not been widely adopted.

Chart 1.1 summarizes the four elemental classifications referred to earlier —
UNIFORMAT, sponsored by GSA and AIA, variants of which are used informally in the
United States; the Canadian CIQS classification; the United Kingdom RICS
classification, and the European CEEC classification for data exchange.

1.3  Purpose and Benefits

There are three purposes of this report: (1) to expand the classification to a fourth level of
definition which would form the basis for revising and expanding the UNIFORMAT II
ASTM standard, E1557-97; (2) to describe several applications of the UNIFORMAT II
classification and the benefits of its use over the phases of a building project's life cycle,
with particular emphasis on specifications and estimates during programming and design;
and (3) to recommend a standard format for summarizing an elemental cost estimate
using UNIFORMAT II.

The prime benefit of applying UNIFORMAT II as described in this report is to increase
efficiency in carrying out each phase of the building life cycle defined in section 1.4.
Applying UNIFORMAT II at each step of the building process provides significant
savings to industry.  Data entered in a consistent format will not have to be reentered at
subsequent phases of the building life cycle.  Users will understand and be able to
compare information at every phase because it is linked to a common, uniform,
standardized, elemental classification structure.  Better information, generated at less

                                                       
10 For a history of the quantity surveying profession in the United Kingdom, see Nisbet, James, Called to
Account—Quantity Surveying 1936-1986 (London, England: Stokes Publications, 1989).
11 Royal Institution of Chartered Surveyors (RICS), Standard Form of Cost Analysis (London, England:
The Building Cost Information Service, 1969 (reprinted December 1987).
12 Canadian Institute of Quantity Surveyors, Elemental Cost Analysis—Method of Measurement and
Pricing (Toronto, Ontario, Canada:  Canadian Institute of Quantity Surveyors, first issued 1972, revised
1990).
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Chart 1.1  Elemental Classifications

UNIFORMAT
General Services Administration (GSA)

CANADIAN INSTITUTE OF QUANTITY
SURVEYORS (CIQS)

THE ROYAL INSTITUTION OF CHARTERED
SURVEYORS (RICS-UK)

CONSTRUCTION ECONOMICS EUROPEAN
COMMITTEE (CEEC)

01  FOUNDATIONS A1   SUBSTRUCTURE 1.0  SUBSTRUCTURE (1)   SUBSTRUCTURE
      011  Standard foundations       A11  Foundations 2.0  SUPERSTRUCTURE         SUPERSTRUCTURE
      012  Special foundations       A12  Basement excavation        2.1   Frame         (2)   Frame
02  SUBSTRUCTURE A2   STRUCTURE        2.2   Upper floors         (3)   External walls
      021  Slab on grade       A21  Lowest floor construction        2.3   Roof         (4)   Internal walls
      022  Basement excavation       A22  Upper floor construction        2.4   Stairs         (5)   Floors
      023  Basement walls       A23  Roof construction        2.5   External walls         (6)   Roofs
03  SUPERSTRUCTURE A3   EXTERIOR  ENCLOSURE        2.6   Windows and exterior doors         (7)   Stairs
      031  Floor construction       A31  Walls below grade        2.7   Interior walls & interior partitions         (8)   Windows & external doors
      032  Roof construction       A32  Walls above grade        2.8   Interior doors         (9)   Internal doors
      033  Stair construction       A33  Windows & entrances 3.0  INTERNAL FINISHES         FINISHES
04  EXTERIOR CLOSURE       A34  Roof covering        3.1   Wall finishes         (10)  Internal wall finishes
      041  Exterior walls       A35  Projections        3.2   Floor finishes         (11)  External wall finishes
      042  Exterior doors & windows B1  PARTITIONS & DOORS        3.3   Ceiling finishes         (12)  Floor finishes
05  ROOFING       B11  Partitions 4.0  FITTINGS AND FURNITURE         (13)  Ceiling finishes
06  INTERIOR CONSTRUCTION       B12  Doors        4.1  Fittings and furnishings (14)  EQUIPMENT AND
      061  Partitions B2  FINISHES 5.0  SERVICES          FURNISHINGS SERVICES
      062  Interior finishes       B21  Floor finishes        5.1   Sanitary appliances         (15)  Plumbing
      063  Specialties       B22  Ceiling finishes        5.2   Services equipment         (16)  Heating
07  CONVEYING SYSTEMS       B23  Wall finishes        5.3   Disposal installations         (17)  Ventilating & air-
08  MECHANICAL B3  FITTINGS & EQUIPMENT        5.4   Water installations                  conditioning
      081  Plumbing       B31  Fittings & equipment        5.5   Heat source         (18)  Internal drainage
      082  HVAC       B32  Equipment        5.6   Space heating & air treatment         (19)  Electrics
      083  Fire Protection       B33  Conveying systems        5.7   Ventilation systems         (20)  Communication
      084  Special mechanical systems C1  MECHANICAL        5.8   Electrical installation         (21)  Lifts, escalators, etc.
09  ELECTRICAL       C11  Plumbing & drainage        5.9   Gas installation         (22)  Protective installations
      091  Distribution       C12  Fire protection        5.10  Life & conveyor installation         (23)  Miscellaneous services
      092  Lighting & power       C13  HVAC        5.11  Protective installations                  inst.
      093  Special electrical systems       C14  Controls        5.12  Communication installations         EXTERNAL SITE WORKS
10  GENERAL CONDITIONS & PROFIT C2  ELECTRICAL        5.13  Special installations         (24)  Site preparation
11  EQUIPMENT       C21  Services & distribution        5.14  Builders work in connection with         (25)  Site enclosure
      111  Fixed & moveable equipment       C22  Lighting, devices & heating                 services         (26)  Site fittings
      112  Furnishings       C23  Systems & ancillaries        5.15  Builders profit & attendance on         (27)  Site services
      113  Special construction D1  SITE WORK                 services         (28)  Site Buildings
12  SITE WORK       D11  Site development 6.0  EXTERNAL WORKS         (29)  Hard and soft landscaping
      121  Site preparation       D12  Mechanical site services        6.1   Site works (30)  PRELIMINARIES
      122  Sit improvements       D13  Electrical site services        6.2   Drainage
      123  Site utilities D2  ANCILLARY WORK        6.3   External services
      124  Off-Site work       D21  Demolition

      D22  Alterations
       6.4   Minor building work

Source:Bowen, B. and Charette, R.P., "Elemental Cost Classification Standard for Building Design,"1991 American Association of Cost Engineers (AACE) Transactions, Seattle, Washington, 1991,
p. H2-1 to H2-5.
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cost, will help owners, project managers, designers, builders, facility managers, and users
build and manage their buildings for lower life-cycle costs.

1.4  The Building Life Cycle

UNIFORMAT II has applications throughout the life cycle of a building.  Figure 1.1
shows the five phases of the building life cycle that we use in this report.13  They are
planning, programming, design, construction, and operations.  UNIFORMAT II's
elemental classification of building elements is recommended as the common thread for
data description, monitoring, and evaluation throughout the five phases.  This report
shows in chapters 3 and 4 why UNIFORMAT II is useful over these phases, with
particular emphasis on its applications for developing specifications and estimates at the
programming and design stages.

Phase 1 - Planning:  The period during which a need/problem is identified and
alternatives are developed and analyzed for satisfying the need.  An example of planning
is to identify and analyze several alternatives, such as leasing, building, and renovating,
in response to the client's goals of accomplishing specific functions.  Site requirements
are defined and analyzed for each option.  Preliminary schedules and cost estimates are
made.  If a decision to build is made, necessary authorizations and appropriations are
obtained to proceed with the programming phase.

Phase 2 - Programming: The period during which project requirements in terms of
scope, quality, cost, and time are defined in a program.  The program defines user needs
and sets objectives and guidelines for design professionals.  In addition, owners, users,
designers, and project managers use the program to evaluate the suitability of proposed
design solutions.  Commitments are obtained from all stakeholders, including policy
makers and investors, based on the program.  Design consultants must commit to meeting
the program requirements, including those related to the budget and schedule, before
being awarded a mandate and given authorization to proceed with the design.

We consider the program as having four principal sections:14 (1) a functional program;
(2) a technical program; (3) a master schedule; and (4) a program cost estimate.  The
functional program documents and analyzes spatial relations; the number of occupants
and their functional responsibility; space requirements expressed in both net and gross
areas; and constraints. Site functional requirements are also documented and analyzed.

                                                       
13 The description of phases throughout this report is generally consistent with the phases described in The
American Institute of Architects, The Architect’s Handbook of Professional Practice — 7th Edition
(Washington, D.C.: American Institute of Architects, 1992).
14 The composition of Phases 2 and 3 is shown in figure 1.1.  We treat the programming phase and the
following design phase in greater detail than the other phases because the focus of our UNIFORMAT II
applications in chapters 3 and 4 is on these two phases.
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Figure 1.1  Five Phases of the Building Life Cycle

  Phase 1   Phase 2 Phase 3 Phase 4    Phase 5

Project TIME LINE             Project
Conception      Disposition

Planning

Programming
• Functional program
• Technical program
• Master schedule
• Program cost

estimate

Design
• Schematic design
• Design

development
• Construction

documents

Construction Operations
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The technical program provides designers the performance specifications and technical
requirements for the building elements and individual spaces.  Performance specifications
describe requirements in a manner that (1) indicates required results and (2) provides the
criteria for verifying compliance with the specifications without stating how to achieve
the results.  Technical requirements are specific client directives and other technical
information given to designers with respect to building systems, products, materials,
design criteria, standards, practices, codes, and constraints.  Organizations that construct
facilities on a continuing basis, such as government agencies, the military, universities,
large corporations, restaurant franchises, and chain stores generally incorporate technical
requirements in their "Design Standards" documentation.

The master schedule for design and construction presents a plan of the major project
tasks/milestones and completion dates.  Project delivery options are analyzed in preparing
the program schedule to determine the most cost-effective alternatives that meet the
client's objectives.

The program cost estimate is based on the functional and technical program
requirements.  It provides a distribution of costs by building elements within the allocated
budget.  These costs reflect the performance and quality levels (See Table 4.1)
anticipated by the client.  This estimate is also a cost plan for comparing subsequent
estimates and for monitoring and controlling costs as design progresses.

Phase 3 - Design: The period during which stated needs in the program are translated to
plans and specifications.  Detailed solutions to program requirements, updated cost
estimates, and revised schedules are submitted for client approval as design progresses.
Funds are appropriated, bids requested, and contracts awarded.
The facilities design is typically prepared in a series of three, sequential, design sub-
phases (Phase 3 block in figure 1.1). In each, the architect brings the design to an interim
level of development, updates estimates, has the owner review and approve the work, and
moves the project forward to the next level.  The three sub-phases are schematic design,
design development, and construction documents.

Schematic design establishes the general scope, conceptual design, and the scale
relationships among the parts of the project.  The primary goal is to clearly define a
feasible concept within the allocated budget in a form that clients understand and approve
before proceeding to design development.

In design development, all aspects of the design for each discipline are developed and
coordinated.  Drawings and specifications include floor plans, sections, exterior
elevations, and for some parts of the building, interior elevations, reflected ceiling plans,
wall sections, and key details.  Basic mechanical, electrical, plumbing, and fire protection
systems are also defined.  Design development ends with approval by the owner of the
plans, projected cost, and schedule.
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In the construction documents sub-phase, the design team works on the final material and
system selections, details, and dimensions.  Final plans and construction specifications
are provided to bidders, and contracts are awarded.

Phase 4 - Construction: The period during which plans and specifications are
implemented into a finished structure which conforms to the specification requirements,
construction schedule, and budget.  Following commissioning, the building is ready for
occupancy by the user.

Phase 5 - Operations: The longest phase of a building's life cycle, during which it is
operated to fulfill the owner's objectives.  It is initiated at the date of beneficial
occupancy.  During this phase, a building may be retrofitted or recycled for a new
function any number if times.  Its life is terminated when the building is decommissioned
and removed from the site.

1.5  Organization

Chapter 2 introduces the ASTM E1557-97 UNIFORMAT II classification that comprises
three hierarchical levels for both building elements and related sitework elements.  The
chapter also presents the criteria used to determine which categories of elements were
included and in what part of the hierarchy to include them.  This classification differs
from the 1992 version of UNIFORMAT II in NIST SP 841 in two respects: it has (1) an
alphanumeric organizational system for all elements in the hierarchy and (2) revisions
brought about by five years of the ASTM consensus process.

Chapter 3 describes how to apply UNIFORMAT II in writing performance specifications,
technical requirements, and preliminary project descriptions.  The chapter also lists and
explains many of the benefits from using UNIFORMAT II in these applications.

Chapter 4 distinguishes elemental estimating from product-based estimating and explains
the advantages of using elemental estimates in the design of buildings.  Examples show
the three ways to calculate element costs--using element unit rates and quantities,
assembly costs and quantities, or component costs and quantities.  Cost analysis
parameters are defined and benefits from applying them are described.  The chapter
presents a two-page summary of an elemental estimate for an eight-story office building
and explains how such a summary format aids communication among project
stakeholders. A list of sources of elemental cost, engineering, and design data completes
the chapter.

Chapter 5 presents a proposed list of Level-4 sub-elements for UNIFORMAT II.  The
advantages of having Level-4 sub-elements are described in detail.

Chapter 6 concludes the report with a summary and suggestions for further work.
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Appendix A provides professional profiles of the authors.  Appendix B lists the building
elements that are included and excluded in UNIFORMAT II level 3 categories.
Appendix C lists the titles of the 16 Divisions in CSI's MasterFormat 95™.  Appendix D
lists abbreviations and symbols.  Appendix E lists references.
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Figure 9B-2.  Typical Signing for the Beginning and End of a Bicycle Route
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Sect. 9B.18

Figure 9B-3.  Typical Signs and Markings for Shared-Use Paths
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Standard:

The Bicycle Route marker shall contain a route designation and shall have a
green background with a retroreflectorized white legend and border.

Option:

Where a designated bicycle route extends for long distances through two or more states, a
coordinated submittal by the affected states for an assignment of an Interstate Bicycle Route
number designation may be sent to the American Association of State Highway and
Transportation Officials (see Page i for the address).

Standard:

The Interstate Bicycle Route (M1-9) marker shall contain the assigned route
number designation and have a black legend and border with a retroreflectorized
white background.

Guidance:

If used, the Bicycle Route or Interstate Bicycle Route markers should be placed at
intervals frequent enough to keep bicyclists informed of changes in route direction and
to remind drivers of the presence of bicyclists.

Option:

Bicycle Route or Interstate Bicycle Route markers may be installed on shared roadways or
on shared-use paths to provide guidance for bicyclists.

The Bicycle Route Guide (D11-1) sign may be installed where no unique designation of
routes is desired.

Section 9B.19 Destination Arr ow and Supplemental Plaque Signs for Bicycle Route
Signs

Option:

Destination (D1-1b and D1-1c) signs may be installed with Bicycle Route Guide signs,
Bicycle Route markers, or Interstate Bicycle Route markers to furnish additional information,
such as directional changes in the route, or intermittent distance and destination information.

The M4-11 through M4-13 supplemental plaques may be mounted above the appropriate
Bicycle Route Guide signs, Bicycle Route markers, or Interstate Bicycle Route markers.

December, 2000 Page 9B-16

Sect. 9B.18 to 9B.19
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Sect. 9B.19 to 9B.20

Guidance:

If used, the appropriate arrow (M7-1 through M7-7) sign should be placed below the
Bicycle Route Guide sign, Bicycle Route marker, or Interstate Bicycle Route marker.

Standard:

The arrow signs and supplemental plaques used with the D11-1 or M1-8 signs
shall have a white legend and border on a green background.

The arrow signs and supplemental plaques used with the M1-9 sign shall have a
white legend and border on a black background.

Section 9B.20  Bicycle Parking Ar ea Sign (D4-3)

Option:

The Bicycle Parking Area (D4-3) sign may be installed where it is desirable to show the
direction to a designated bicycle parking area.

Standard:

The legend and border of the Bicycle Parking Area sign shall be green on a
retroreflectorized white background.





CHAPTER 9C.  MARKINGS

Section 9C.01  Functions of Markings

Support:

Markings are important on roadways that have a designated bicycle lane.  Markings indicate
the separation of the lanes for road users, assist the bicyclist by indicating assigned travel paths,
indicate correct position for traffic signal actuation, and provide advance information for turning
and crossing maneuvers.

Section 9C.02  General Principles

Guidance:

Bikeway design guides should be used when designing markings for bicycle
facilities (see Section 9A.05).

Standard:

Markings used on bikeways shall be retroreflectorized.

Guidance:

Pavement marking symbols and/or word messages should be used in the bicycle
lanes.  Consideration should be given to selecting pavement marking materials that will
minimize loss of traction for bicycles in wet conditions.

Support:

Figures 9C-1 through 9C-7 show examples of the application of lines, word messages, and
symbols on designated bikeways with and without parking for motor vehicles.

Option:

A dotted line may be used to define a specific path for a bicyclist crossing an intersection
(see Figure 9C-1) as described in Sections 3A.05, 3A.06, and 3B.08.

December, 2000 Page 9C-1

Sect. 9C.01 to 9C.02
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Sect. 9C.02

Not less than 15 m (50 ft)

Dotted line
optional

R3-7

R4-4

Figure 9C-1.  Typical Intersection Pavement Markings-Designated Bicycle
Lane with Left-Turn Area, Heavy Turn Volumes, Parking, One-Way Traffic,

or Divided Highway



Section 9C.03  Marking Patterns and Colors on Shared-Use Paths

Standard:

The color, symbols, size, and types of lines used for marking bicycle facilities
shall be as defined in Sections 3A.05, 3A.06, and 3B.22.

Support:

In most cases, centerlines are not required on shared-use paths.

Option:

Where shared-use paths are of sufficient width to designate two minimum width lanes, a
solid yellow line may be used to separate the two directions of travel where passing is not
permitted, and a broken yellow line may be used where passing is permitted (see Figure 9C-2).

Guidance:

Broken lines used on shared-use paths should have the usual 1-to-3 segment-to-gap
ratio.  A nominal 0.9 m (3 ft) segment with a 2.7 m (9 ft) gap should be used.

If conditions make it desirable to separate two directions of travel on shared-use
paths at particular locations, a solid yellow line should be used to indicate no passing
and no traveling to the left of the line.

Option:

On shared-use paths, a solid white line may be used to separate different types of users.  The
R9-7 sign may be used to supplement the solid white line.

Section 9C.04  Markings For Bicycle Lanes

Guidance:

Longitudinal pavement markings should be used to define bicycle lanes.

Support:

Pavement markings supplement signs to designate that portion of the roadway for
preferential or exclusive use by bicyclists.  Markings inform all road users of the restricted
nature of the bicycle lane.

December, 2000 Page 9C-3

Sect. 9C.03 to 9C.04



December, 2000 Page 9C-4

Sect. 9C.04

Figure 9C-2.  Centerline Markings for Shared-Use Paths
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Standard:

If used, the bicycle lane symbol shall be placed immediately after but not closer
than 20 m (65 ft) from the crossroad, or other locations as needed.  The bicycle lane
symbol marking shall be white.  If the bicycle lane symbol is used in conjunction
with other word or symbol messages, it shall precede them.

Signs shall be used with preferential lane symbols.

Support:

Typical bicycle lane markings at right-turn lanes are shown in Figures 9C-3 and 9C-4.
Typical pavement markings for bicycle lanes on a two-way street are shown in Figure 9C-5.

Section 9C.05  Word Messages and Symbols Applied to the Pavement

Option:

Optional word and symbol markings shown in Figure 9C-6 may be used.

Smaller size letters and symbols may be used on shared-use paths.  Where arrows are needed
on shared-use paths, half-size layouts of the arrows may be used (see Section 3B.19).

Section 9C.06  Object Markers on Shared-Use Paths

Option:

Fixed objects adjacent to shared-use paths may be marked with object markers (Type 1, 2, or 3).

December, 2000 Page 9C-5

Sect. 9C.04 to 9C.06

Type 1 Type 2 Type 3



Standard:

If used, the bicycle lane symbol shall be placed immediately after but not closer
than 20 m (65 ft) from the crossroad, or other locations as needed.  The bicycle lane
symbol marking shall be white.  If the bicycle lane symbol is used in conjunction
with other word or symbol messages, it shall precede them.

Signs shall be used with preferential lane symbols.

Support:

Typical bicycle lane markings at right-turn lanes are shown in Figures 9C-3 and 9C-4.
Typical pavement markings for bicycle lanes on a two-way street are shown in Figure 9C-5.

Section 9C.05  Word Messages and Symbols Applied to the Pavement

Option:

Optional word and symbol markings shown in Figure 9C-6 may be used.

Smaller size letters and symbols may be used on shared-use paths.  Where arrows are needed
on shared-use paths, half-size layouts of the arrows may be used (see Section 3B.19).

Section 9C.06  Object Markers on Shared-Use Paths

Option:

Fixed objects adjacent to shared-use paths may be marked with object markers (Type 1, 2, or 3).
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Sect. 9C.04 to 9C.06

Type 1 Type 2 Type 3
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Sect. 9C.06

Figure 9C-3.  Typical Bicycle Lane Treatment at a Right Turn Only Lane

R3-7R

R4-4 at beginning of
right turn only lane
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Sect. 9C.06

Figure 9C-4.  Typical Bicycle Lane Treatment at Parking Lane Into
a Right Turn Only Lane

R3-7R

R4-4 at beginning
of right turn only lane
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Sect. 9C.06

Figure 9C-5.  Typical Pavement Markings for Bicycle Lanes
on a Two-Way Street

R3-17
R7 series sign

(as appropriate)

15-60 m (50-200 ft)
dotted line if bus stop
or heavy
right-turn volume

R3-17
R7 series sign

(as appropriate)

Dotted line for bus stops
immediately beyond the
 intersection is optional;

otherwise use normal
solid white line

15-60 m (50-200 ft)
dotted line -
0.6 m (2 ft) line,
1.8 m (6 ft) space

Solid white line

Normal solid
white line

Optional normal
solid white line
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Sect. 9C.06

Figure 9C-6.  Typical Optional Word and Symbol
Pavement Markings for Bicycle Lanes

1.2 m (4 ft)

1.8 m (6 ft)

1.2 m (4 ft)

1.8 m (6 ft)

1.8 m (6 ft)

1.8 m (6 ft)

1.2 m (4 ft)

1.2 m (4 ft)

Standard:

All object markers shall be retroreflective.

Markers such as those described in Section 3C.01 shall also be used on shared-
use paths, if needed.

As indicated in Section 3C.02, obstructions within the bikeway shall be marked
with the appropriate object marker or delineation.

On Type 3 markers, the alternating black and retroreflective yellow stripes shall
be sloped down at an angle of 45 degrees toward the side on which traffic is to pass
the obstruction.



Section 9C.07  Pavement Markings for Obstructions

Guidance:

In roadway situations where a drain grate or other roadway obstruction that is
inappropriate for bicycle travel cannot be eliminated, white markings applied as shown
in Figure 9C-7 should be used.
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Sect. 9C.07

Figure 9C-7.  Typical Obstruction Pavement Marking

Pier, abutment, grate, or other obstruction

L

L  = 0.6 WS , where S is bicycle approach speed in kilometers per hour

For metric units:

For English units:

L  = WS , where S is bicycle approach speed in miles per hour

Wide solid white line (see Section 3A.06)

Direction of bicycle travel



CHAPTER 9D.  SIGNALS

Section 9D.01  Application

Support:

Part 4 contains information regarding signal warrants and other requirements relating to
signal installations.

Option:

For purposes of signal warrant evaluation, bicyclists may be counted as either vehicles or
pedestrians.

Section 9D.02  Signal Operations for Bicycles

Standard:

At installations where visibility-limited signal faces are used, signal faces shall
be adjusted so bicyclists for whom the indications are intended can see the signal
indications.  If the visibility-limited signal faces cannot be aimed to serve the
bicyclist, then separate signal faces shall be provided for the bicyclist.

On bikeways, the needs of bicyclists shall be considered when setting signal
timing.

December, 2000 Page 9D-1

Sect. 9D.01 to 9D.02
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• The UNIT of measurement of the item.

• The RATE or cost per unit of the item.

• The COST of the item.

• The OUTPUT CODE for sorting line item costs into other breakdowns, such as by
MasterFormat 95™; by construction trades, bid packages, or functional areas; or by
other cost organizing principles.  This code is blank in Tables 4.6 and 4.7 because at
the early stage of design, which these tables portray, the assemblies and elements
have not yet been designed in detail.

Table 4.8, taken from the detail sheets of Table 4.6, illustrates the elemental cost
calculations for A1010 Standard Foundations.  The "INPUT CODE" and cost data come
from the 1999 "Assemblies Cost Data."39  The last row of the Table shows the total
elemental cost for the five assemblies listed to be $46,026.50, the total "QUANTITY" to
be 6,000 SF footprint area, and the rate for the element to be $7.67 per SF.  Note that
these amounts were transferred from the detail sheet to Table 4.3, the Building Elemental
Cost Summary.

Table 4.8  Elemental Cost Calculations for Element A1010, Standard Foundations

INPUT
CODE

DESCRIPTION QUANTITY UNIT RATE
    $

 COST
 $

AO1.1-120-
7900

Corner Spread
Footings

4 EA 1,360.00 5,440.00

AO1.1-120-
8010

Exterior Spread
Footings

8 EA 1,820.00 14,560.00

AO1.1-120-
8300

Interior Spread
Footings

3 EA 3,400.00 10,200.00

AO1.1-140-
2700

Strip Footings 210 LF 26.45 5,554.50

AO1.1-294-
3000

Foundation
Underdrain

640 LF 16.05 10,272.00

A1010 Standard
Foundations

6,000 SF
FPA

7.67 46,026.50

                                               
39 R. S. Means Co., Inc., Means Assemblies Cost Data, 1999.
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4.6  Converting UNIFORMAT II Estimates to MasterFormat 95TM

Elemental formats can be tied to product formats.  For example, the elements of the
original UNIFORMAT have been related to the CSI MasterFormatTM for a specific
design, as shown in Chart 4.5.  It is drawn from Chapter B5, "Design and Construction
Cost Management," of the American Institute of Architects Handbook of Professional
Practice (1984).40  This mapping of one format to the other is useful in converting pre-bid
elemental estimates to MasterFormat 95™ Divisions 1-16, and from there to the trade
costs of the project.  A publication41 that lists product and material codes for elements is
available to facilitate this conversion.

4.7  Sources of Elemental Cost, Engineering, and Design Data

4.7.1  Elemental Cost Data

Elemental cost data structured according to UNIFORMAT or UNIFORMAT II is
available in the following publications:

• Means Assemblies Cost Data, 24th Annual Edition, 1999, R. S. Means, Co. Inc.,
Kingston, MA

• Means Facilities Maintenance and Repair Cost Data, 7th Annual Edition, 1999, R. S.
Means Co. Inc., Kingston, MA

• The Assemblies Sections of the following Annual Means Publications
− Means 1999 Electrical Cost Data
− Means 1999 Interior Cost Data
− Means 1999 Mechanical Cost Data
− Means 1999 Plumbing Cost Data
− Means 1999 Residential Cost Data
− Means 1999 Sitework and Landscape Cost Data
− Means 1999 Square Foot Costs
− Hanscomb's 1999 Yardsticks for Costing (Composite Unit Rate Section—

Canadian Institute of Quantity Surveyors Format)
• Dell'Isola and Kirk, Life-Cycle Costing for Design Professionals42

•    The Whitestone Building Maintenance and Repair Cost Reference: 199943

                                               
40 Table 6.1 also appeared in General Services Administration Handbook PBS P 3440.5, Project Estimating
Requirements, August 24, 1981.  Note that it is based on UNIFORMAT — not UNIFORMAT II.
41 Construction Specifications Institute, UniFormatTM:  A Uniform Classification of Construction Systems
and Assemblies (Alexandria, VA:  The Construction Specifications Institute, 1998 Edition).
42 Dell'Isola, A.J. and Kirk, S.J., Life Cycle Costing for Design Professionals—2nd Edition (New York, NY:
McGraw-Hill, Inc., 1995).
43 Whitestone Research, The Whitestone Building Maintenance and Repair Cost Reference (Santa Barbara,
CA: Whitestone Research Corporation, 1999).
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Chart 4.5  Relationship of UNIFORMAT to MasterFormatTM

Note: CSI's MasterFormat has superseded the UCI (Uniform Construction Index).

Source:  The American Institute of Architects, "Chapter B5, Design and Construction
Management, "Architect's Handbook of Professional Practice (Washington, DC:
American Institute of Architects, 1984), p.6.
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4.7.2  Engineering and Design Data

The following publications have engineering and design data structured according to
UNIFORMAT or UNIFORMAT II.

• Cox and Horsley, Square Foot Estimating Methods.44

• Killingsworth, Cost Control in Building Design.45

• Means Assemblies Cost Data, Reference Section, 24th Annual Edition 1999, R.S.
Means Co. Inc., Kingston, MA.

• Means Building Construction Cost Data, Reference Section, 57th Annual Edition
1997, R.S. Means Co. Inc., Kingston, MA.

• Means Graphic Construction Standards, 1986, R.S. Means Co., Inc., Kingston, MA

• McGraw-Hill Time Saver Standards for Architectural Design, 7th ed., McGraw Hill,
1997.

                                               
44 Cox, B.J. and Horsley, William, Square Foot Estimating Methods, 2nd Edition (Kingston, MA:  R.S.
Means Co., Inc., 1995).
45 Killingsworth, Roger, Cost Control in Building Design (Kingston, MA:  R.S. Means Co., Inc., 1988).
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5.  Recommended Level-4 Classification

ASTM's UNIFORMAT II incorporates three hierarchical levels.  Some users of
UNIFORMAT have felt the need, however, for a fourth level of sub-elements.  We used
the lists of exclusions and inclusions in Appendix B associated with Level-3 descriptions
as a starting point to construct and formalize a suggested UNIFORMAT II Level-4
breakdown.  The Level-4 sub-elements are presented in Charts 5.1 for buildings and 5.2
for sitework.

The Level-4 sub-elements are based in part on the original UNIFORMAT Level-4 sub-
elements46 and the Tri-Services TRACES Work Breakdown Structure (WBS).
Standardizing Level 4 has the following advantages.

Better Cost Data—Increasing the number of designators in the classification by adding an
additional level facilitates the development of more comprehensive databases, thereby
providing more information for cost estimating and cost control. For example, this
broader framework of classification will help estimators to prepare more accurate and
detailed estimates, and reduce the magnitude of allowances and contingencies.  Project
descriptions can be more specific with the addition of the recommended 274 designators
for the building and 128 for the sitework.

Consistency—Expansion of UNIFORMAT II to 4 levels ensures consistency as to where
items belong.  For example, without Level 4, there is ambiguity as to whether the interior
finish to exterior walls belongs to B2010 (Exterior Walls) or C3010 (Wall Finishes).
Knowing that an item consistently goes to a specific element category will reduce labor
costs of estimating and improve coordination among users of UNIFORMAT II.

More Comprehensive Historical Database—Having a deeper hierarchy of data for a given
stock of buildings will strengthen the validation of current cost estimates against the costs
of similar buildings constructed in the past.

Interface with MasterFormat 95™—Level-3 elements are general in character.  A more
detailed level of description is needed to relate UNIFORMAT II elements to
MasterFormat 95™.  For example, in the case of B3010, Roof Coverings, Level 4 would
categorize several components that would map directly to MasterFormat 95™, including
the membrane, vapor retarder, and insulation.

Preliminary Construction Schedules—Preliminary elemental construction schedules can
be prepared in more detail during early design because construction tasks can be defined
in more detail with Level-4 sub-elements.  The more detailed schedule is useful in
establishing cash flow requirements for the project since construction costs can be
established for sub-elements of the project.

                                               
46 Hanscomb Associates, Inc., Automated Cost Control & Estimating System (Washington, DC: General
Services Administration, 1975).
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Chart 5.1  Suggested Level 4 for the UNIFORMAT II Classification of Building
Elements

Level 3
Elements

Level 4 Sub-Elements Level 3
Elements

Level 4 Sub-Elements

A1010
Standard
Foundations

A1011  Wall Foundations
A1012  Column Foundations & Pile Caps
A1013  Perimeter Drainage & Insulation

B2020
Exterior Windows

B2021  Windows
B2022  Curtain Walls
B2023  Storefronts

B2030
Exterior Doors

B2031  Glazed Doors & Entrances
B2032  Solid Exterior Doors
B2033  Revolving Doors
B2034  Overhead Doors
B2039  Other Doors & Entrances

A1020
Special
Foundations

A1021  Pile Foundations
A1022 Grade Beams
A1023  Caissons
A1024  Underprinting
A1025  Dewatering
A1026  Raft Foundations
A1027  Pressure Injected Grouting
A1029  Other Special Conditions

B3010
Roof Coverings

B3011  Roof Finishes
B3012  Traffic Toppings & Paving Membranes
B3013  Roof Insulation & Fill
B3014  Flashings & Trim
B3015  Roof Eaves and Soffits
B3016  Gutters and Downspouts

A1030
Slab on
Grade

A1031  Standard Slab on Grade
A1032  Structural Slab on Grade
A1033  Inclined Slab on Grade
A1034  Trenches, Pits & Bases
A1035  Under-Slab Drainage & Insulation

B3020
Roof Openings

B3021  Glazed Roof Openings
B3022  Roof Hatches
B3023  Gravity Roof Ventilators

A2010
Basement
Excavation

A2011  Excavation for Basements
A2012  Structure Back Fill & Compaction
A2013  Shoring

C1010
Partitions

C1011  Fixed Partitions
C1012  Demountable Partitions
C1013  Retractable Partitions
C1014  Site Built Toilet Partitions
C1015  Site Built Compartments Cubicles
C1016  Interior Balustrades and Screens
C1017  Interior Windows & Storefronts

A2020
Basement
Walls

A2021  Basement Wall Construction
A2022  Moisture Protection
A2023  Basement Wall Insulation
A2024  Interior Skin

C1020
Interior Doors

C1021  Interior Doors
C1022  Interior Door Frames
C1023  Interior Door Hardware
C1024  Interior Door Wall Opening Elements
C1025  Interior Door Sidelights & Transoms
C1026  Interior Hatches & Access Doors
C1027  Door Painting & Decoration

B1010
Floor
Construction

B1011  Suspended Basement Floors
Construction

B1012  Upper Floors Construction
B1013  Balcony Floors Construction
B1014  Ramps
B1015  Exterior Stairs and Fire Escapes
B1016  Floor Raceway Systems
B1019  Other Floor Construction

C1030
Fittings

C1031  Fabricated Toilet Partitions
C1032  Fabricated Compartments & Cubicles
C1033  Storage Shelving and Lockers
C1034  Ornamental Metals and Handrails
C1035  Identifying Devices
C1036  Closet Specialties
C1037  General Fittings & Misc. Metals

B1020
Roof
Construction

B1021  Flat Roof Construction
B1022  Pitched Roof Construction
B1023  Canopies
B1029  Other Roof Systems

C2010
Stair Construction

C2011  Regular Stairs
C2012  Curved Stairs
C2013  Spiral Stairs
C2014  Stair Handrails and Balustrades

B2010
Exterior
Walls

B2011  Exterior Wall Construction
B2012  Parapets
B2013  Exterior Louvers, Screens, and Fencing
B2014  Exterior Sun Control Devices
B2015  Balcony Walls & Handrails
B2016  Exterior Soffits

C2020
Stair Finishes

C2021  Stair, Tread, and Landing Finishes
C2022  Stair Soffit Finishes
C2023  Stair Handrail & Balustrade Finishes
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C3010
Wall
Finishes

C3011  Wall Finishes to Inside Exterior
             Walls
C3012  Wall Finishes to Interior Walls
C3013  Column Finishes

D2090
Other Plumbing
Systems

D2091  Gas Distribution
D2092  Acid Waste Systems
D2093  Interceptors
D2094  Pool Piping and Equipment
D2095  Decorative Fountain Piping Devices
D2099  Other Piping Systems

C3020
Floor
Finishes

C3021  Floor Toppings
C3022  Traffic Membranes
C3023  Hardeners and Sealers
C3024  Flooring
C3025  Carpeting
C3026  Bases, Curbs and Trim
C3027  Access Pedastal Flooring

D3010
Energy Supply

D3011  Oil Supply System
D3012  Gas Supply System
D3013  Coal Supply System
D3014  Steam Supply System
D3015  Hot Water Supply System
D3016  Solar Energy System
D3017  Wind Energy System

C3030
Ceiling
Finishes

C3031  Ceiling Finishes
C3032  Suspended Ceilings
C3033  Other Ceilings

D3020
Heat Generating
Systems

D3021  Boilers
D3022  Boiler Room Piping & Specialties
D3023  Auxiliary Equipment
D3024  Insulation

D1010
Elevators &
Lifts

D1011  Passenger Elevators
D1012  Freight Elevators
D1013  Lifts

D3030
Cooling
Generating
Systems

D3031  Chilled Water Systems
D3032  Direct Expansion Systems

D1020
Escalators &
Moving
Walks

D1021  Escalators
D1022  Moving Walks

D3040
Distribution
Systems

D3041  Air Distribution Systems
D3042  Exhaust Ventilation Systems
D3043  Steam Distribution Systems
D3044  Hot Water Distribution
D3045  Chilled Water Distribution
D3046  Change-over Distribution System
D3047  Glycol Distribution Systems

D1090
Other
Conveying
Systems

D1091  Dumbwaiters
D1092  Pneumatic Tube Systems
D1093  Hoists & Cranes
D1094  Conveyors
D1095  Chutes
D1096  Turntables
D1097  Baggage Handling & Loading
             Systems
D1098  Transportation Systems

D3050
Terminal &
Package Units

D3051  Terminal Self-Contained Units
D3052  Package Units

D2010
Plumbing
Fixtures

D2011  Water Closets
D2012  Urinals
D2013  Lavatories
D2014  Sinks
D2015  Bathtubs
D2016  Wash Fountains
D2017  Showers
D2018  Drinking Fountains and Coolers
D2019  Bidets and Other Plumbing Fixtures

D3060
Controls &
Instrumentation

D3061  Heating Generating Systems
D3062  Cooling Generating Systems
D3063  Heating/Cooling Air Handling Units
D3064  Exhaust & Ventilating Systems
D3065  Hoods and Exhaust Systems
D3066  Terminal Devices
D3067  Energy Monitoring & Control
D3068  Building Automation Systems
D3069  Other Controls & Instrumentation

D2020
Domestic
Water
Distribution

D2021  Cold Water Service
D2022  Hot Water Service
D2023  Domestic Water Supply Equipment

D3070
Systems Testing &
Balancing

D3071  Piping System Testing & Balancing
D3072  Air Systems Testing & Balancing
D3073  HVAC Commissioning
D3079  Other Systems Testing and Balancing

D2030
Sanitary
Waste

D2031  Waste Piping
D2032  Vent Piping
D2033  Floor Drains
D2034  Sanitary Waste Equipment
D2035  Pipe Insulation

D3090
Other HVAC
Systems &
Equipment

D3091  Special Cooling Systems & Devices
D3092  Special Humidity Control
D3093  Dust & Fume Collectors
D3094  Air Curtains
D3095  Air Purifiers
D3096  Paint Spray Booth Ventilation
D3097  General Construction Items (HVAC)

D2040
Rain Water
Drainage

D2041  Pipe & Fittings
D2042  Roof Drains
D2043  Rainwater Drainage Equipment
D2044  Pipe Insulation

D4010
Sprinklers

D4011  Sprinkler Water Supply
D4012  Sprinkler Pumping Equipment
D4013  Dry Sprinkler System
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D4020
Standpipes

D4021  Standpipe Water Supply
D4022  Pumping Equipment
D4023  Standpipe Equipment
D4024  Fire Hose Equipment

E2010
Fixed Furnishings

E2011  Fixed Artwork
E2012  Fixed Casework
E2013  Blinds and Other Window Treatment
E2014  Fixed Floor Grilles and Mats
E2015  Fixed Multiple Seating
E2016  Fixed Interior Landscaping

D4030
Fire Protection
Specialties

D4031  Fire Extinguishers
D4032  Fire Extinguisher Cabinets

E2020
Movable Furnishings

E2021  Movable Artwork
E2022  Furniture & Accessories
E2023  Movable Rugs and Mats
E2024  Movable Interior Landscaping

D4090
Other Fire
Protection
Systems

D4091  Carbon Dioxide Systems
D4092  Foam Generating Equipment
D4093  Clean Agent Systems
D4094  Dry Chemical System
D4095  Hood & Duct Fire Protection

F1010
Special Structures

F1011  Air Supported Structures
F1012  Pre-engineered Structures
F1013  Other Special Structures

D5010
Electrical Service
& Distribution

D5011  High Tension Service & Dist.
D5012  Low Tension Service & Dist.

F1020
Integrated
Construction

F1021  Integrated Assemblies
F1022  Special Purpose Rooms
F1023  Other Integrated Construction

D5020
Lighting &
Branch Wiring

D5021  Branch Wiring Devices
D5022  Lighting Equipment

F1030
Special Construction
Systems

F1031  Sound, Vibration & Seismic Const.
F1032  Radiation Protection
F1033  Special Security Systems
F1034  Vaults
F1039  Other Special Construction Systems

D5030
Communications
& Security

D5031  Public Address & Music Systems
D5032  Intercommunication & Paging
             System
D5033  Telephone Systems
D5034  Call Systems
D5035  Television Systems
D5036  Clock and Program Systems
D5037  Fire Alarm Systems
D5038  Security and Detection Systems
D5039  Local Area Networks

F1040
Special Facilities

F1041  Aquatic Facilities
F1042  Ice Rinks
F1043  Site Constructed Incinerators
F1044  Kennels & Animal Shelters
F1045  Liquid & Gas Storage Tanks
F1049  Other Special Facilities

D5090
Other Electrical
System

D5091  Grounding Systems
D5092  Emergency Light & Power Systems
D5093  Floor Raceway Systems
D5094  Other Special Systems & Devices
D5095  General Construction Items (Elect.)

F1050
Special Controls &
Instrumentation

F1051  Recording Instrumentation
F1052  Building Automation System
F1059  Other Special Controls &
             Instrumentation

E1010
Commercial
Equipment

E1011  Security & Vault Equipment
E1012  Teller and Service Equipment
E1013  Registration Equipment
E1014  Checkroom Equipment
E1015  Mercantile Equipment
E1016  Laundry & Dry Cleaning Equipment
E1017  Vending Equipment
E1018  Office Equipment

F2010
Building Elements
Demolition

F2011  Building Interior Demolition
F2012  Building Exterior Demolition

E1020
Institutional
Equipment

E1021  Ecclesiastical Equipment
E1022  Library Equipment
E1023  Theater & Stage Equipment
E1024  Instrumental Equipment
E1025  Audio-visual Equipment
E1026  Detention Equipment
E1027  Laboratory Equipment
E1028  Medical Equipment
E1029  Other Institutional Equipment

F2020
Hazardous
Components
Abatement

F2021  Removal of Hazardous Components
F2022  Encapsulation of Hazardous
             Components

E1030
Vehicular
Equipment

E1031  Vehicular Service Equipment
E1032  Parking Control Equipment
E1033  Loading Dock Equipment
E1039  Other Vehicular Equipment

E1090
Other Equipment

E1091  Maintenance Equipment
E1092  Solid Waste Handling Equipment
E1093  Food Service Equipment
E1094  Residential Equipment
E1095  Unit Kitchens
E1097  Window Washing Equipment
E1099  Other Equipment
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Chart 5.2  Suggested Level 4 for the UNIFORMAT II Classification of Building-
Related Sitework

Level 3 Elements Level 4 Sub-Elements Level 3 Elements Level 4 Sub-Elements
G1010
Site Clearing

G1011  Clearing & Grubbing
G1012  Tree Removal &
             Thinning

G3020
Sanitary Sewer

G3021  Piping
G3022  Manholes & Cleanouts
G3023  Septic Disposal Systems
G3024  Lift Stations
G3025  Packaged Water Waste Treatment

Plants
G3026  Septic Tanks
G3027  Drain Fields

G1020
Site Demolition &
Relocation

G1021  Building Demolition
G1022  Demolition of Site
             Components
G1023  Relocation of Building
             & Utilities
G1024  Utilities Relocation

G3030
Storm Sewer

G3031  Piping
G3032  Manholes
G3033  Headwalls & Catch Basins
G3034  Lift Stations
G3035  Retention Ponds
G3036  Ditches & Culverts

G1030
Site Earthwork

G1031  Site Grading Excavation
G1032  Borrow Fill
G1033  Soil Stabilization & Treatment
G1034  Site Dewatering
G1035  Site Shoring
G1036  Embankments
G1037  Erosion Control

G3040
Heating Distribution

G3041  Steam Supply
G3042  Condensate Return
G3043  Hot Water Supply System
G3044  Pumping Stations

G1040
Hazardous Waste
Remediation

G1041  Removal of Contaminated Soil
G1042  Soil Restoration &
             Treatment

G3050
Cooling Distribution

G3051  Chilled Water Piping
G3052  Wells for Cooling/Heating
G3053  Pumping Stations
G3054  Cooling Towers on Site

G2010
Roadways

G2011  Bases and Sub-Bases
G2012  Paving & Surfacing
G2013  Curbs Gutters & Drains
G2014  Guardrails and Barriers
G2015  Painted Lines
G2016  Markings & Signage
G2017  Vehicular Bridges

G3060
Fuel Distribution

G3061  Fuel Piping
G3062  Fuel Equipment
G3063  Fuel Storage Tanks
G3064  Fuel Dispensing Stations

G2020
Parking Lots

G2021  Bases and Sub-Bases
G2022  Paving & Surfacing
G2023  Curbs, Rails & Barriers
G2024  Parking Booths & Equipment
G2025  Markings & Signage

G3090
Other Site Mechanical
Utilities

G3091  Industrial Waste Systems
G3092  POL (Petroleum Oil &
            Lubricants) Distribution Systems

G2030
Pedestrian Paving

G2031  Paving & Surfacing
G2032  Edging
G2033  Exterior Steps
G2034  Pedestrian Bridges

G4010
Electrical Distribution

G4011  Substations
G4012  Overhead Power Distribution
G4013  Underground Power Distribution

G2040
Site Development

G2041  Fences & Gates
G2042  Retaining Walls
G2043  Terrace & Perimeter Walls
G2044  Signage
G2045  Site Furnishings
G2046  Fountains, Pools, &
             Watercourses
G2047  Playing Fields
G2048  Flagpoles
G2049  Miscellaneous Structures

G4020
Site Lighting

G4021  Fixtures & Transformers
G4022  Poles
G4023  Wiring Conduits & Ductbanks
G4024  Site Lighting Controls

G2050
Landscaping

G2051  Fine Grading & Soil Preparation
G2052  Erosion Control Measures
G2053  Top Soil and Planting Beds
G2054  Seeding and Sodding
G2055  Planting
G2056  Planters
G2057  Irrigation Systems
G2059  Other Landscape Features

G4030
Site Communication &
Security

G4031  Site Communications Systems
G4032  Site Security & Alarm Systems

G3010
Water Supply

G3011  Potable Water Distribution
            and Storage
G3012  Non Potable Water Distrib.
             and Storage
G3013  Well Systems
G3014  Fire Protection Distribution
             and Storage
G3015  Pumping Stations
G3016  Package Water Treatment
             Plants

G4090
Other Site Electrical
Utilities

G4091  Cathodic Protection
G4092  Site Emergency Power Generation

G9010
Service & Pedestrian
Tunnels

G9011  Service Tunnels
G9012  Trench Boxes
G9013  Pedestrian Tunnels

G9090
Other Site Systems

G9091  Snow Melting Systems
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Improved Life-Cycle Costing—A Level-4 classification permits a more comprehensive
level of building detail for assembling operation, maintenance, and repair costs in
addition to initial construction costs.  Having lower level costs early in the design process
helps users select cost-effective sub-elements and whole building alternatives on a life-
cycle cost basis.

Building Condition Assessment—Evaluating building conditions for Level-4 sub-
elements as opposed to higher levels allows facility managers to track conditions at a
level that corresponds to typical operation, maintenance, and repair activities.  This
facilitates reporting physical condition and estimating costs for correction, as well as
preparing long-term capital replacement budgets.

Library of Technical Data—By classifying and filing technical and product data
according to a Level-4 format, users will be able to find data more quickly.

Civil Works Sitework—The addition of 128 sub-elements in Level-4 sitework makes
UNIFORMAT II feasible as a tool for organizing sitework on small and medium civil
works projects, such as parks.

Detailed Checklist—A formal Level-4 definition can be used as a checklist for most
UNIFORMAT II applications described in Sections 3 and 4.  These include
specifications, estimates, technical design reviews, and building condition assessment.  A
greater level of detail will enhance project control and improve cost effectiveness.
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6.  Summary and Suggestions for Further Work

6.1  Summary

The building community needs a building classification framework to provide a
consistent reference for the description, economic analysis, and management of buildings
during all phases of their life cycle.  This includes the planning, programming, design,
construction, operations, and disposal phases.  An elemental classification best satisfies
this need because it facilitates economic analysis early in the design stage before
adequate information has been developed to generate product-based estimates of project
costs.  Building elements are major components that are common to most buildings and
that perform a given function regardless of the design specification, construction method,
or materials.  Building foundations, exterior walls, and lighting are examples of elements.

UNIFORMAT II is an elemental classification that has been standardized by ASTM and
is being widely adopted.  It is proposed in this report as the appropriate classification for
use in every phase of the building process.  Data entered in a consistent format will not
have to be reentered at subsequent phases of the building life cycle.  Users will
understand and be able to compare information at every phase because it is linked via
common, uniform, physical elements or activities—the standard elements of
UNIFORMAT II.  Better information, generated early in the construction process and at
less cost, will help owners, builders, designers, facility managers, and occupants build
and manage their building for lower life-cycle costs.

Chapter 2 presents the 1997 ASTM UNIFORMAT II classification in three hierarchical
levels for both building elements and related sitework elements.  The criteria for deciding
in which part of the framework to locate each element is described in detail.  Although
this 3-level hierarchy has been successfully implemented, some Level-3 elements are
sufficiently general that it is not always clear where to classify more finely detailed items.
For this reason we introduce a fourth hierarchical level (presented in detail in Chapter 5).
Having a fourth-level category will improve communication, enhance project control, and
increase cost effectiveness in the building process.

Chapter 3 lists the many applications of UNIFORMAT II now in practice in all phases of
the building life cycle.  Selected applications in writing performance specifications,
technical requirements, and preliminary project descriptions are described in detail.   An
example of a major benefit from using UNIFORMAT II in preliminary project
descriptions at schematic design is that value engineering, life-cycle costing, and energy
analysis can be initiated before the design development stage is initiated.  This allows
optimization when there is potential for significant cost savings—i.e., before the project
design becomes locked in.

Chapter 4 treats elemental estimating, how it differs from product estimates, and the
importance of design cost analysis parameters.  An elemental estimate format
incorporating cost analysis parameters is recommended to facilitate comparisons with
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targeted costs and those of similar projects in historical databases.  The elemental
estimate format is illustrated with cost estimates generated for an eight-story office
building.  Underlying estimate data sheets are also provided to help explain the derivation
of the building’s summary elemental costs.  To facilitate using UNIFORMAT II , sources
of elemental cost and engineering data are provided.

Chapter 5 presents a recommended fourth level of sub-elements for UNIFORMAT II.
The Level-4 sub-elements provide numerous advantages over the current three levels of
UNIFORMAT II.  Improved cost data emerge, resulting in better cost estimates and an
improved historical cost database.  Most importantly, a Level-4 classification permits
more comprehensive building details for assembling operation, maintenance, and repair
costs as well as initial construction costs. This helps users better estimate life-cycle costs
and thereby make life-cycle, cost-effective building selections early in the design process
when the potential for cost savings is greatest.  Finally, having Level-4 sub-elements
allows facility managers to assess building conditions at a level that corresponds to
typical operation, maintenance, and repair activities.  This facilitates the reporting of
building condition, the estimation of maintenance, repair, renovation, and retrofit costs,
and the preparation of long-term capital replacement budgets.

6.2  Suggestions for Further  Work

Five suggestions are proposed for further work.  The first is to revise the ASTM
UNIFORMAT II classification to incorporate the Level-4 sub-elements described in
Chapter 5.  This will require collaboration among users of the classification and writers
of the standard to arrive at a consensus of enhancements that will better help
UNIFORMAT II meet user needs.  A Level-4 classification of sub-elements in building-
related sitework with 128 designations would produce a framework that could be
applicable for small-to-medium-sized civil works projects such as parks, thus expanding
significantly the user base for the standard.

The second suggestion is to develop counterpart formats to UNIFORMAT II for non-
building applications.  Figure 6.1 shows potential industry users of UNIFORMAT II.
The shaded building and site-related boxes indicate that a standard format exists for those
applications.  The dark-bordered box for bridges indicates that there is a “standard in
process” on UNIFORMAT II for bridges.  The other boxes represent potential areas for
the development of specialized UNIFORMAT II standard formats.  Note that the
anticipated benefits of a UNIFORMAT II for bridges or any of these other applications
are similar to what we described in this report for buildings.

The third suggestion is to develop standard elemental units of measurement and cost
analysis parameters or factors for use in comparing cost estimates among similar projects
and to a database of elemental costs.  These units of measurement and cost analysis
factors would be candidates for ASTM standards.
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Figure 6.1  Framework of the Built Environment

The fourth suggestion is to present to ASTM a standard summary format (based on
Tables 4.3, 4.4, and 4.5) for presenting elemental cost estimates of buildings during
design.  Using the same UNIFORMAT II format consistently over time and over all
projects will ensure that managers and other audiences of economic presentations will
understand exactly what elements contain and what they are projected to cost.
UNIFORMAT II becomes the thread that ties project information together through all
phases of the building’s life cycle.

The fifth suggestion is to use the UNIFORMAT II format to record information on the
National Construction Goals (NCGs).  The NCGs were formulated by a broad cross
section of the construction industry to promote the competitiveness of the U.S.
Construction industry.  The program provides baseline measures of industry practices and
tools and information on ways to reduce construction cycle time, first costs, life-cycle
costs, and injuries and illnesses.  By providing a definitive and consistent format,
UNIFORMAT II would promote performance improvement efforts through reference to
information on industry norms (e.g., first costs for Levels 3 and 4) and the ability to
identify and benchmark against industry leaders.
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APPENDIX B  UNIFORMAT II, Level-3 ELEMENT
DESCRIPTIONS—List of Inclusions and Exclusions

The following lists show what items are included and excluded at Level 3 in the 1997
version of the ASTM Standard Classification for Building Elements and Related
Sitework.  Note that the listings of inclusions and exclusions are not intended to be an
exhaustive listing.  Rather, they provide a general outline of what to expect in each
element consistent with the selection criteria outlined in section 2.2.  Exclusions are listed
to help users find items quickly.  For example, a user might place exterior load bearing
walls under B2010 Exterior Walls or B1010 Floor Construction.  UNIFORMAT II puts
them under B2010 Exterior Walls based on technical judgment and current practice.
Putting under B1010 Floor Construction a cross-reference to B2010 Exterior Walls
directs the person who looks first under Floor Construction to the appropriate element,
Exterior Walls.

B.1  Description of Building Elements

A 10  Foundations

     A 1010 Standard Foundations

Includes

• wall & column foundations
• foundation walls up to level of top of slab

on grade
• pile caps
• backfill & compaction
• footings & bases
• perimeter insulation
• perimeter drainage
• anchor plates
• dewatering

Excludes

• general excavation to reduce levels (see
section  G 1030, Site Earthwork)

• excavation for basements (see section
A 2010, Basement Excavation)

• basement walls (see section A 2020,
Basement Walls)

• under-slab drainage and insulation (see
section A 1030, Slab on Grade)

A 1020  Special Foundations

Includes

• piling
• caissons
• underpinning
• dewatering
• raft foundations

Excludes

• pile caps (see section A 1010, Standard
Foundations)

• rock excavation (unless associated with
Special Foundations) (see section A 1010,
Standard Foundations & section A 2010,
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• grade beams
• any other special foundation conditions

Basement Excavation)

     A 1030  Slab on Grade

Includes

• standard
• structural
• inclined slabs on grade
• trenches
• pits
• bases
• under-slab drainage
• under-slab insulation

Excludes

• applied floor finishes (see section C 3020,
Floor Finishes)

• hardeners & sealers to the slab (see section
C 3020, Floor Finishes)

     A 20  Basement Construction

     A 2010  Basement Excavation

Includes

• additional excavation required for
construction of basement

• backfill & compaction
• excavation support system

Excludes

• general grading to reduce levels over site
(see section G 1030, Site Earthwork)

     A 2020  Basement Walls

Includes

• basement wall construction
• moisture protection

Excludes

• walls above grade that enclose basements
(see section B 2010, Exterior Walls)

• perimeter drainage (see section A 1010,
Standard Foundations)

     B 10  Superstructure

     B 1010  Floor Construction

Includes

• floor structural frame
• interior structural walls

Excludes

• exterior load bearing walls (see section
B 2010, Exterior Walls)
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• floor slabs & decks
• inclined & stepped floors
• expansion & contraction joints
• balcony construction
• suspended ramps
• exterior stairs and fire escapes
• other floor construction (e.g., catwalks,

space frames, etc.)

• applied & suspended ceiling & floor
finishes (see section C 3020, Floor
Finishes & section C 3030, Ceiling
Finishes)

• stair construction (see section C 2010,
Stair Construction)

• balcony walls & railings (see section
B 2010, Exterior Walls)

     B 1020  Roof Construction

Includes

• roof structural frame
• structural interior walls supporting roof
• roof decks, slabs & sheathing
• canopies
• other roof construction

Excludes

• roof coverings (see section B 3010, Roof
Coverings)

• skylights & roof openings (see section
B 3020 Openings)

• stair construction (see section C 2010,
Stair Construction)

    B 20  Enclosure

     B 2010  Exterior Walls

Includes

• exterior wall construction with facing
materials, exterior applied finishes,

• back-up construction, framing, wallboard,
parapets, insulation & vapor retarders,
sheathing, wallboard

• exterior load-bearing wall construction
• exterior louvers & screens
• exterior sun control devices
• balcony walls & railings
• exterior soffits

Excludes

• applied finishes to interior faces of
exterior walls (see section C 3010, Wall
Finishes)

• columns and beams in exterior walls (see
section B 10, Superstructure)

• venetian blinds (see section E 20,
Furnishings)

• other interior sun control devices (see
section E 20, Furnishings)

• roof eaves and eaves soffits (see section
B 3010, Roof Coverings)

• glazed curtain walls (see section B 2020,
Windows)
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     B 2020  Exterior Windows

Includes

• windows
• storefronts
• curtain walls
• exterior painting of windows
• wall opening elements such as lintels,

sills, flashings, etc.

Excludes

• window treatments (see section E 20,
Furnishings)

     B 2030  Exterior Doors

Includes

• personnel doors
• revolving doors
• overhead doors
• other doors (e.g., hanger doors, blast-

resistant doors, etc.)

     B 30  Roofing

     B 3010  Roof Coverings

Includes

• roofing membranes
• traffic coatings
• waterproof membranes below paving
• expansion joints
• vapor retarder1

• roof & deck insulation
• roof fill
• flashings & trim
• gutters & downspouts
• eaves & eaves soffits

Excludes

• roof openings (see section B 3020, Roof
Openings)

• roof drains (see section D 2040, Rain
Water Drainage)

• parapets (see section B 2010, Exterior
Walls)

                                               
1 A vapor retarder was formerly referred to as a vapor barrier.
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     B 3020 Roof Openings

Includes

• skylights
• area glazing
• roof hatches
• gravity roof ventilators
• smoke vents

Excludes

• powered & ducted ventilators (see section
D 3040, Distribution Systems)

     C 10  Interior Construction

     C 1010  Partitions

Includes

• fixed partitions
• demountable partitions
• retractable & movable partitions
• operable partitions
• interior balustrades & screens
• interior window & storefronts

• Though not in standard, C1010
includes field constructed toilet partitions

Excludes

• stair balustrades (see section C 2010, Stair
Construction)

• interior load bearing & shear walls (see
section B 10, Superstructure)

• applied wall finishes (see section C 3010,
Wall Finishes)

•  Fabricated toilet partitions ( see section
C1030, Fittings)

     C 1020  Interior Doors

Includes

• standard swinging doors
• glazed doors
• sliding & folding doors
• fire doors
• other doors
• door frames
• door hardware
• door opening elements
• door painting & staining
• hatches & access doors

Excludes

• vault doors (see section E 10, Equipment)
• operable partitions (see section C 1010,

Partitions)
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     C 1030  Fittings

Includes

• chalk & tack boards
• identifying devices
• lockers
• toilet & bath accessories
• storage shelving
• handrails & ornamental metals
• fabricated toilet partitions
• fabricated compartments and cubicles
• closet specialties

Excludes

• equipment (see section E 10, Equipment)
• furniture (see section E 20, Furnishings)
• special construction (see section F 10,

Special Construction)
• fire extinguishers (see section D 4030,

Fire Protection Specialties)
• manufactured case work (see section

E 20, Furnishings)

     C 20  Stairs

     C 2010  Stair Construction

Includes

• stair  treads, risers and landings

• handrails and balustrades

Excludes

steps in structural slabs (see section B 1010,
Floor Construction)

     C 2020  Stair Finishes

Includes

• finishes to treads, risers, landings &
soffits

• finishes to handrails & balustrades

     C 30  Interior Finishes

     C 3010  Wall Finishes

Includes

• concrete wall finishes
• wall plastering
• wallboard
• tile & terrazzo
• painting
• wallcoverings
• acoustic wall treatment
• other coatings & finishings

Excludes

• wallboard integral to interior walls &
partitions (see section C 1010, Partitions,
B2010, Exterior walls)
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     C 3020  Floor Finishes

Includes

• floor toppings and traffic membranes
• hardeners & sealers
• tile, terrazzo, wood & resilient flooring
• carpeting
• masonry & stone flooring
• other flooring (e.g., conductive, armored)
• painting & staining
• access pedestal flooring

Excludes

• stair finishes (see section C 2020, Stair
Finishes)

     C 3030  Ceiling Finishes

Includes

• exposed concrete finishes
• plaster ceiling finishes
• wallboard ceiling finishes
• acoustic ceiling tiles & panels
• painting & staining
• metal strip ceilings
• other ceilings
• all suspended systems

Excludes

• finishes to stair soffits (see section C
2020, Stair Finishes)

• finishes to exterior soffits (see section
B 2010, Exterior Walls)

     D 10  Conveying

     D 1010  Elevators and Lifts

Includes

• passenger elevators
• freight elevators
• people lifts
• wheel chair lifts

Excludes

• elevator pits (see section A 1030, Slab on
Grade)

     D 1020  Escalators and Moving Walks

Includes

• escalators
• moving walks
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     D 1090  Other Conveying Systems

Includes

• hoist & cranes
• conveyors
• dumbwaiters
• pneumatic tube systems
• linen, trash & mail chutes
• turntables

• operable scaffolding

• transportation systems (for example
baggage handling and aircraft loading
systems)

     D 20  Plumbing

     D 2010  Plumbing Fixtures

Includes

• water closets
• urinals
• lavatories
• sinks
• showers
• bathtubs
• drinking fountains
• bidets

Excludes

• domestic hot water heaters (see section
D 2020, Domestic Water)

• hose bibbs (see section D 2020, Domestic
Water)

• other equipment (see section D 2090,
Other Plumbing Systems)

D 2020  Domestic Water Distribution

Includes

• pipes & fittings
• valves, hydrants & hose bibbs
• water heaters
• domestic water supply equipment
• insulation

Excludes

• plumbing fixtures (see section D 2010,
Plumbing Fixtures)
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     D 2030  Sanitary Waste

Includes

• waste pipe & fittings
• vent pipe & fittings
• floor drains
• sanitary waste equipment
• insulation

     D 2040  Rain Water Drainage

Includes

• pipe & fittings
• roof drains
• insulation

Excludes

• gutters & downspouts (see section B
3010, Roof Coverings)

     D 2090  Other Plumbing Systems

Includes

• other piping systems
• gas distribution
• acid waste systems
• pool equipment
• fountain piping systems & devices

     D 30  HVAC

     D 3010  Energy Supply

Includes

• oil, gas, & coal supply
• steam, hot & chilled water supply
• solar energy supply
• wind energy supply

Excludes

• electrical energy supply systems (see
section D 5090, Other Electrical Systems,
and section D 5010, Service &
Distribution)
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     D 3020  Heat Generating Systems

Includes

• boilers, including electric
• piping and fittings adjacent to boilers
• primary pumps
• auxiliary equipment
• equipment & piping insulation

Excludes

• electric space unit heaters & baseboard,
fuel fired unit heaters, furnaces (see
section D 3050, Terminal & Package
Units)

controls & instrumentation (see section D
3060, Controls & Instrumentation)

     D 3030  Cooling Generating Systems

Includes

• chillers
• cooling towers & evaporative coolers
• condensing units
• piping & fittings
• primary pumps
• direct expansion systems
• equipment & piping insulation

Excludes

• secondary chilled water pumps (see
section D 3040, Distribution Systems)

• distribution piping (see section D 3040,
Distribution Systems)

• controls & instrumentation (see section D
3060, Controls & Instrumentation)

     D 3040  Distribution Systems

Includes

• supply & return air systems, including air
handling units with coils (electric
included), filters, ductwork, & associated
devices such as VAV boxes, duct heaters,
induction units & grilles

• ventilation & exhaust systems
• steam, hot water, glycol & chilled water

distribution
• associated terminal devices including

convectors, fan-coil units, & induction
units, but not water & steam unit heaters

• heat recovery equipment
• auxiliary equipment such as secondary

pumps, heat exchangers, sound
attenuation, & vibration isolation

• piping, duct, & equipment insulation

Excludes

• electric, gas, or oil fired unit heaters (see
section D 3050, Terminal & Package
Units)

• furnaces (gas or oil) (see section D 3050,
Terminal & Package Units)

• floor, ceiling, & rooftop package units
(see section D 3050, Terminal & Package
Units)

• controls & instrumentation (see section D
3060, Controls & Instrumentation)
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     D 3050  Terminal and Package Units

Includes

• electric baseboard
• electric or fossil fuel fired unit heaters,

unit ventilators, & radiant heaters
• window or through-the-wall air

conditioners, with or without heating of
any type

• reverse-cycle, water- or air-cooled,
terminal heat pumps

• wall sleeves where required
• electric or fossil fuel fired air-handling

units or furnaces
• self-contained, air- or water-cooled, floor,

ceiling, & rooftop air conditioners, & heat
pumps

• ductwork and accessories, including flue
stacks

• factory-integrated controls

Excludes

• piping & accessories (see section D 3040,
Distribution Systems)

• hydronic or steam convectors, fan-coil
units (see section D 3040, Distribution
Systems)

• cooling towers, remote air-cooled
condensers, evaporative coolers (see
section D 3030, Cooling Generation
Systems)

• air-handling units with only hydronic
heating or steam coils (see section D
3040, Distribution Systems)

• air-handling units with chilled water or
direct expansion cooling coils (see section
D 3040, Distribution Systems)

     D 3060  Controls and Instrumentation

Includes

• heating generating systems
• cooling generating systems
• heating/cooling air handling units
• exhaust & ventilating systems
• terminal devices
• energy monitoring & control
• building automation systems

Excludes

• factory-installed controls, when an
integral part of terminal & package units
(see section D 3050, Terminal & Package
Units)

     D 3070  Systems Testing and Balancing

Includes

• piping systems testing & balancing
• air systems testing & balancing
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     D3090 Other HVAC Systems and Equipment
Includes

• special cooling systems and devices
• special humidity control
• dust and fume collectors
• air curtains
• air purifiers
• paint spray booth ventilation systems
• general construction items associated with

mechanical systems

     D 40  Fire Protection

     D 4010 Sprinklers

Includes

• water supply equipment
• piping valves & fittings
• sprinkler heads & release devices

     D 4020  Standpipes

Includes

• water supply equipment
• piping valves & fittings
• cabinets & hoses

     D 4030  Fire Protection Specialties

Includes

• fire extinguishers
• fire extinguisher cabinets
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     D 4090  Other Fire Protection Systems

Includes

• carbon dioxide systems
• clean agent systems
• foam generating systems
• dry chemical systems
• exhaust hood systems

     D 50  Electrical

     D 5010  Electrical Service and Distribution

Includes

• primary transformers
• secondary transformers
• main switchboard
• interior distribution transformers
• branch circuit panels
• enclosed circuit breakers
• motor control centers
• conduit and wiring to circuit panels

Excludes

• outdoor transformers (see section G 4010,
Electrical Distribution)

• emergency power (see section D 5090,
Other Electrical Systems)

• branch wiring (see section D 5020,
Lighting & Branch Wiring)

     D 5020  Lighting and Branch Wiring

Includes

• branch wiring & devices for lighting
fixtures

• lighting fixtures
• branch wiring for devices & equipment

connections
• devices
• exterior building lighting

Excludes

• underfloor raceways (see section D 5090,
Other Electrical Systems)

• exterior site lighting (see section G 4020,
Site Lighting)

     D 5030  Communications and Security

Includes

• fire alarm systems

Excludes

• other electrical systems (see section D
5090, Other Electrical Systems)
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• call systems
• telephone systems
• local area networks
• public address & music systems
• intercommunication systems & paging
• clock & program systems
• television systems
• security systems

     D 5090 Other Electrical Systems

Includes

• emergency generators
• UPS
• emergency lighting systems
• power factor correction
• lightning & grounding protection systems
• raceway systems

• power generation systems

Excludes

• electric baseboard (see section D 3050,
Terminal & Package Units)

• electric coils & duct heaters (see section
D 3040, Distribution Systems)

• building automation & energy monitoring
systems (see section D 3060, Controls &
Instrumentation)

• communications & security systems (see
section D 5030, Communications &
Security)

     E 10  Equipment

     E 1010  Commercial Equipment
Includes

• security and vault equipment
• teller and service equipment
• registration equipment
• checkroom equipment
• mercantile equipment
• commercial laundry and dry cleaning

equipment
• vending equipment
• office equipment
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     E 1020  Institutional Equipment

Includes

• ecclesiastical equipment
• library equipment
• theater and stage equipment
• instrumental equipment
• audio-visual equipment
• detention equipment
• laboratory equipment
• medical equipment
• mortuary equipment

E 1030  Vehicular Equipment
Includes

• vehicular service equipment
• parking control equipment
• loading dock equipment

E 1090  Other Equipment
Includes

• maintenance equipment
• solid waste handling equipment
• food service equipment
• residential equipment
• unit kitchens
• darkroom equipment
• athletic, recreational, and therapeutic

equipment
• planetarium equipment
• observatory equipment
• agricultural equipment
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E 20  Furnishings

E 2010  Fixed Furnishings

Includes

• fixed artwork
• fixed casework
• window treatment
• fixed floor grilles and mats
• fixed multiple seating
• fixed interior landscaping

E 2020  Movable Furnishings
Includes

• movable artwork
• furniture and accessories
• movable rugs and mats
• movable multiple seating
• movable interior landscaping

     F 10  Special Construction

 F 1010  Special Structures

Includes

• air-supported structures
• pre-engineered structures
• other special structures

Excludes

• solar & wind energy supply (see section
D 3010, Energy Supply)

F 1020  Integrated Construction

Includes

• integrated assemblies
• special purpose rooms
• other integrated construction



77

F 1030  Special Construction Systems

Includes

• sound, vibration, and seismic construction
• radiation protection
• special security systems
• other special construction systems

F 1040  Special facilities

Includes

• aquatic facilities
• ice rinks
• site constructed incinerators
• kennels and animal shelters
• liquid and gas storage tanks
• other special facilities

F 1050  Special Controls and Instrumentation
Includes

• recording instrumentation
• building automation systems
• other special controls and instrumentation

     F 20  Selective Building Demolition

     F 2010  Building Elements Demolition

Includes

• demolition of existing building
components

Excludes

• site demolition (see section G 1020, Site
Demolition & Relocations)

     F 2020  Hazardous Components Abatement

Includes

• removal or encapsulation of hazardous
building materials & components
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B.2  Description of Building-Related Sitework

     The following lists show what items are included and excluded in the sitework
classification at Level 3.  Note again that the numbers are for the purpose of organizing the
report and are not classification numbers for the elements.

     G 10  Site Preparation

     G 1010  Site Clearing

Includes

• clearing & grubbing
• tree removal & thinning

     G 1020  Site Demolition and Relocations

Includes

• complete building demolition
• demolition of site components
• relocation of buildings & utilities

Excludes

• selective demolition within building (see
section F 20, Selective Building
Demolition)

     G 1030  Site Earthwork

Includes

• grading, excavating & fill to modify site
contours

• soil stabilization & treatment
• site watering
• site shoring
• embankments

Excludes

• building excavation for foundations and
basements (see section A 10, Foundations
& section A 20, Basement Construction)

     G 1040  Hazardous Waste Remediation

Includes

• removal & restoration of contaminated
soil
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     G 20  Site Improvement

     G 2010  Roadways

Includes

• paving sub-base
• paving & surfacing
• curbs & gutters
• rails & barriers
• painted lines
• markings & signage

     G 2020  Parking Lots

Includes

parking lot paving & surfacing
• curbs, rails & barriers
• parking booths & equipment
• markings & signage

     G 2030  Pedestrian Paving

Includes
• paving & surfacing
• exterior steps

Excludes
• waterproof membranes under terrace &

plaza paving (see section G 3010, Roof
Coverings)

     G 2040  Site Development

Includes
• fences & gates
• retaining walls
• terrace & perimeter walls
• signs
• site furnishings
• fountains, pools, & watercourses
• playing fields
• flagpoles
• miscellaneous structures

• site equipment (for example car wash,
banking system and theatre equipment
located on the site)

Excludes

• signs (see section G 2010, Roadways &
section G 2020, Parking Lots)
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     G 2050  Landscaping

Includes

• fine grading & soil preparation
• top soil & planting beds
• seeding & sodding
• planting
• planters
• other landscape features
• irrigation systems

Excludes

• interior planters & planting (see section
E 20, Furnishings)

• site grading (see section G 1030, Site
Earthwork)

     G 30  Site Mechanical Utilities
     G 3010  Water Supply

Includes

• potable & non-potable water systems
• well systems
• fire protection systems
• pumping stations
• water storage

Excludes

• irrigation systems (see section G 2050,
Landscaping)

     G 3020  Sanitary Sewer

Includes

 

• piping
• manholes
• septic tanks
• lift stations
• package waste water treatment plants
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     G 3030  Storm Sewer

Includes

• piping
• manholes
• catch basins
• lift stations
• retention ponds

• ditches & culverts

     G 3040  Heating Distribution

Includes

• steam supply
• condensate return
• hot water supply systems

Excludes

• Service tunnels (see section G 9090,
Service and Pedestrian Tunnels)

     G 3050  Cooling Distribution

Includes

• chilled water piping
• wells for cooling
• pumping stations

• cooling towers on site

Excludes

• service tunnels (see section G 9090,
Service and Pedestrian Tunnels)

     G 3060  Fuel Distribution

Includes
• piping
• equipment

• storage tanks

G3090 Other Site Mechanical
Utilities

Includes

• industrial waste systems
• POL (Petroleum Oil & Lubricants)

distribution systems
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     G 40  Site Electrical Utilities

     G 4010  Electrical Distribution

Includes

• substations
• overhead power distribution
• underground power distribution
• ductbanks

• grounding

G 4020 Site Lighting

Includes

• fixtures & transformers
• poles
• wiring conduits & ductbanks
• controls
• grounding

G 4030  Site Communications and Security

Includes

• overhead & underground communications
• site security & alarm systems
• ductbanks

• grounding

    G 4040   Other Site Electrical Utilities

Includes

• cathodic protection
• emergency power generation
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     G 90  Other Site Construction

 G 9010  Service and Pedestrian Tunnels

Includes

• constructed service  and pedestrian
tunnels

• prefabricated service tunnels & trench
boxes

     G 9090  Other Site Systems

Includes

• snow melting systems
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APPENDIX C  CSI MasterFormat 95™ Titles for Divisions 1-16

1. GENERAL REQUIREMENTS

2. SITE CONSTRUCTION

3. CONCRETE

4. MASONRY

5. METALS

6. WOOD AND PLASTICS

7. THERMAL AND MOISTURE PROTECTION

8. DOORS AND WINDOWS

9. FINISHES

10. SPECIALTIES

11. EQUIPMENT

12. FURNISHINGS

13. SPECIAL CONSTRUCTION

14. CONVEYING SYSTEMS

15. MECHANICAL

16. ELECTRICAL
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APPENDIX D  Abbreviations and Symbols

BCC Building construction cost
BTC Building trade cost
BTU British thermal unit
CAB Cabinet
CFM Cubic feet per minute
CI Cast iron
CY Cubic yards
EA Each
FIX Fixtures
FLT Flight
FPA Footprint area
GFA Gross floor area
HDS Heads
HP Horsepower
HR Hour
KIP Unit of weight equal to 1000 pounds
kW Kilowatt
LB Pounds
LF Lineal feet
Lot Lot
LVS Leaves
MBH Thousand BTU per hour
NPT National pipe thread
NSA Net site area
PR Pair
PSF Pounds per square foot load
SCC Sitework construction cost
SF Square feet
STC Sitework trade cost
STOP Stop for elevator
TCC Total construction cost
TR Tons of refrigeration
TSA Total site area
VAV Variable air volume
VLF Vertical lineal feet
"
'

Inches
Feet
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UNIFORMAT II Classification of Building-Related Sitework (E1557-97)

Level 1
Major Group Elements

Level 2
Group Elements

Level 3
Individual Elements

G10  Site Preparation G1010     Site Clearing
G1020     Site Demolition and Relocations
G1030     Site Earthwork
G1040      Hazardous Waste Remediation

G20  Site Improvements G2010      Roadways
G2020      Parking Lots
G2030      Pedestrian Paving
G2040      Site Development
G2050      Landscaping

G30  Site Mechanical Utilities G3010     Water Supply
G3020     Sanitary Sewer
G3030     Storm Sewer
G3040     Heating Distribution
G3050     Cooling Distribution
G3060     Fuel Distribution
G3090     Other Site Mechanical Utilities

G40  Site Electrical Utilities G4010     Electrical Distribution
G4020     Site Lighting
G4030     Site Communications & Security
G4090     Other Site Electrical Utilities

G     BUILDING SITEWORK

G90  Other Site Construction G9010     Service and Pedestrian Tunnels
G9090     Other Site Systems & Equipment


