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SMOKE MEASUREMENTS IN LARGE AND SMALL SCALE FIRE TESTING

Richard W. Bukowski

Abstract

The extinction beam photometer is the most widely

used instrument for taking smoke measurements in fire

testing. Most existing designs were found to be inac­

curate and unreliable for measurements where smoke

detection performance is evaluated due to the low

levels of smoke present at activation. Accordingly,

a new extinction beam photometer design was developed

which will provide the stability and accuracy neces­

sary for these measurements. The paper describes the

new design and proposes its adoption as an industry

standard.

The paper also discusses the need for a reference

ionization chamber instrument and a reference measure­

ment which relates to gas sensing fire detectors.

Key words: Fire testing; ionization chamber; light

extinction; light scattering; Mie scattering; Rayleigh

scattering; smoke measurements.

1. THE NEED FOR COMPARABLE MEASUREMENTS OF SMOKE

As demonstrated by the old saying "where there's smoke there's

fire," the interrelationship between smoke and fire has always been

recognized. As pertains to safety to life, smoke is also recognized

as perhaps the most important by-product of a fire; since reduction of

visibility and associated panic is the most common and earliest occur­

ring factor which prevents people involved in a fire from escaping the

fire area. Of course, eye irritation from smoke is an important factor
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in visibility which cannot be measured by these instruments. Thus, the

relationship between these measurements and human visibility are only

valid for non-irritating smokes or where a self-contained breathing

apparatus with full face mask is used.

The importance of smoke measurements in fire testing has greatly

increased since the development of the smoke detector as a fire protec­

tion device. The phenomenal increase in the use of smoke detectors over

the last few years, especially in residential applications, has resulted

in a large increase in the number of people making smoke measurements in

research, product development, and product testing and approval.

The level of sophistication of the smoke aerosol measurements depends

on the amount of detail one needs in terms of the smoke properties. If,

for example, one were interested in the size distributions of a variety

of smokes, one might use an electrical aerosol analyzer, a cascade impac­

tor, an optical particle counter, and/or a condensation nuclei counter.

These are sophisticated, expensive instruments requiring some care in

operation as well as expertise in reducing the data. Such instruments

are not the concern of this paper; instead, the interest is in inex­

pensive, reliable smoke measurements that provide some measure of the

smoke hazard. The primary measurement technique described here is the

measurement of light attenuation.

Since, on the surface, the measurement of smoke by the attenuation

of light appears to be rather straightforward, most people making these

measurements build their own photometers. There are as many different

designs as there are people building them, and often these designs make

only minimal attempts to take into account the well-defined theory of

light attenuation by aerosols.

Since fire itself is an extremely complex physical and chemical

phenomenon, a vast amount of data are necessary to attempt to understand

the burning process. Of necessity, this data comes from many different

sources, so measurements of the various parameters of fire must be
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comparable among these sources. The only way to achieve this compara­

bility is to minimize the number of variables in instrument design which

can affect the measurements. For this reason, NBS has developed a refer­

ence extinction beam photometer for smoke measurements. This photometer

and a six-channel amplifier are shown in figure 1.

2. THEORY OF OPTICAL MEASUREMENTS

The theories defining the attenuation of a beam of light by suspended

aerosol particulates have been fairly well defined since the late 19th and

early 20th centuries. Theories by such familiar names as Lambert-Beer,

Mie, and Rayleigh clearly define the extinction phenomena. The following

represents a simplified discussion of these theories.

The extinction phenomenon is simply the removal or attenuation of

light in a transmitted beam by a suspension of particles. As shown in

figure 2, a suspension of particles will always remove light from an

illuminating beam by scattering, and also by absorption if the particles

are made of absorbing material. The amount of light removed from the

illuminating beam is a function of the optical characteristics of the

particle, the number of particles, the size of the particles, and the

wavelength of the light. The extinction beam photometer measures only

the reduction in transmitted light, independent of whether it is reduced

by absorption and/or scattering. For dark, large spherical particle

smokes where absorption predominates, the Lambert-Beer law governing

the extinction phenomenon can be expressed by the formula: [1]1

f
f

o

= exp (-4rr M tK/A) (1)

where: f
is the transmittance (ratio of the transmittedf 0 to the incident light flux)

M

=M (l-i k)is the complex refractive index0

1Numbers in brackets refer to the references at the end of this paper.
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t =

K =

A =

is the path length through the aerosol

is the absorption coefficient

is the wavelength

Since, for other than very black smokes, the absorption coefficient

of most smoke particulates is low, the primary phenomenon controlling

the extinction of light in most smoke measurements is scattering. Let

us now discuss the factors which govern the scattering phenomena.

Scattering of light by particulates is strongly affected by the

relationship between the light wavelength and the particle diameter.

Figure 3 shows particle size ranges for the three scattering regions

encountered in smoke aerosol measurements for visible light [2]. For

particles whose diameter is one order of magnitude smaller than the

wavelength or less, the scattering phenomena is defined by Rayleigh.

For very small, nonabsorbing, spherical particles (k=O), where scatter­

ing is entirely in the Rayleigh region, the Lambert-Beer law can be

written in the form: [3]

[-

2

Nt]

f 2 rr5d6 ('12-1) (2)

= expf 3 >-4 M2+2
0

where:

dis the particle diameter

M

is the index of refraction

N

is the particle number concentration

In the Rayleigh scattering regime the scattering efficiency is

directly proportional to the sixth power of the particle diameter and

inversely proportional to the fourth power of the wavelength. It is

because of this fourth order wavelength dependence that optical smoke

measurement devices using visible light will not respond to particles

below a few tenths micron. The use of longer wavelength light in the

red or infrared regions such as from lasers or light emitting diodes

further reduces the efficiency of scattering in the Rayleigh region.
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For particles whose diameter is greater than one order of magnitude

larger (actually this boundary varies from 4A to lOOA as a function of

refractive index, but is generally from 4A to 20A for most smokes) than

the wavelength of the incident light (in the Bricard region), the scat­

tering efficiency approaches a limit of two, not one as one might think.

The reason this is so is because of diffraction effects at the edges of

the particle. That is, a large particle removes from the beam twice the

amount of light intercepted by its geometric area. The geometric cross­

sectional area of the particle blocks one unit of light, and a portion

of the beam not intercepted by the sphere forms a plane wave front from

which a region corresponding to the cross-sectional area of the sphere

is missing. The diffraction pattern within the shadow area of the parti­

cle results in the loss of the second unit of light from the beam. The

intensity distribution of the light within this diffraction pattern depends

on the shape of the perimeter and size of the particle relative to the

wavelength of the light and is independent of composition, refractive

index, or the reflective nature of the surface. The total amount of

energy appearing in the diffraction pattern is equal to the energy of the

beam intercepted by the geometric cross section of the particle.

Mie theory explains the phenomena of scattering taking place where

the particle diameter and wavelength of light are of the same order of

magnitude. Expressions for scattering and extinction in the Mie region

are obtained by solving Maxwell's equations for the regions inside and

outside the sphere and are found to be a function of the particle diam­

eter and complex index of refraction alone. Due to the complexity of

the governing equations, the calculations must be carried out numerically

with the results tabulated for specific values of refractive index.

3. CURRENT PHOTOMETER DESIGNS

Most photometers used for smoke density measurement employ the same

basic design, represented in figure 4. They use a light source (usually

a tungsten filampnt lamp) in a direct optical line with a light-receiving
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element. The light source and receiver are rigidly mounted some known

distance apart and are enclosed in a darkened testing chamber or shielded

in some way to reduce the influence of ambient light.

The light source is normally operated from a highly stable, constant

voltage source at somewhat less than rated voltage. The output of the

cell is normally monitored with a high quality meter of proper impedance

so as to operate the cell within its linear range.

In most cases the photometer is adjusted at the beginning of each

test so that the meter reading is some specific value. This facilitates

the use of a chart for conversion to whatever smoke density units are

being used without having to calculate the values each time. This adjust­

ment is normally made by varying the voltage applied to the lamp, and is

a major source of error in design and operation.

Adjusting the voltage across the lamp changes the filament color

temperature and thus changes the wavelength distribution of the light

being produced. Since light scattering intensity is an exponential func­

tion of the wavelength of the light, this results in major variations in

the readings obtained under different voltages even when using the same

photometer. In order to eliminate variations in readings from a single

photometer or variations between photometers it is imperative that tung­

sten filament light sources be operated at the same filament color tem­

perature. Figure 5 shows the variation in apparent optical density with

changing light wavelength (using an adjustable monochromatic source) for

white and black smokes (at constant particle concentration) as developed

at the British Fire Research Station [4]. ~Yom this data, a change in

wavelength from 1.0 ~m to 1.5 wm to 1.5 wm results in a 50% reduction in

apparent optical density for white smoke and a 30% reduction for black

smoke. This difference is reasonable since the extinction reading for

white smoke would be more dependent on scattering and the reading for

black smoke would be more dependent on absorption.

6
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Another method of assuring a constant wavelength light would be to

use an essentially monochromatic source, such as a light-emitting diode,

laser, or a tungsten filament lamp with an optical filter passing one fre­

quency. Because of their very low light output, light emitting diodes can

only be used in very short path lengths (a few inches). Lasers produce

sufficient light output, but cost prohibits their use where a large number

of photometers are necessary and would prohibit their use in large scale

testing where damage to the laser would be possible fron the test fire.

Thus, the only practical solutions would be operation with white light

at a constant color temperature or use of monochromatic light.

Since the intensity of the light source cannot be adjusted to a

specific starting point without changing the filament color temperature,

the sensitivity adjustment should be made by controlling the output of

the light receiving element. This can easily be done by adjusting the

gain of an amplifier in the output circuit. The use of a linear amplifier

would be necessary in this case.

While operation of the light source at a reduced voltage is

advantageous in increasing lamp life, it is imperative that the lamp be

operated with direct current since reduced voltage alternating current

applied to a tungsten filament lamp results in filament notching, which

can actually reduce life. In addition to reducing life, this notching

effect can result in a change in the light wavelength output due to the

creation of "hot spots" on the filament.

The light source and receiver used should be matched for spectral

response and the receiver should be operated in the linear region of its

response curve. The light beam should be highly collimated and should

be as small in diameter as possible to reduce the effect of multiple scat­

tering, especially in side lobes. The light receiver should be designed

with lenses so as to have as narrow a viewing angle as possible, which

will reduce the effect of ambient light. Where high ambient light levels

are unavoidable, chopping techniques can be used to make the output

insensitive to the ambient signal. Care must also be taken to eliminate
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lamp filament projection on the light receiver, which produces nonlin-

earities in the output. This reduction in accuracy is caused by the

filament projection causing dark areas on the receiver during clear

conditions which gradually disappear as the light is diffused through

the smoke.

4. PROTOTYPE PHOTOMETER: DESIGN DESCRIPTION AND DISCUSSION

Once the problems with existing photometers had been identified,

modifications were undertaken to eliminate these problems. This has

resulted in the following design.

The light source selected is a number 1810 lamp with a T-3/4 bulb

and a miniature bayonet base. This lamp is rated 6.3 volts, 0.40 amps,

1.5 candela, 3000 hour life. The lamp is mounted behind a +20 diopter,

double convex collimating lens and is focused to produce maximum light

on the receiver. The lamp is operated at 5 volts dc (which gives a

2425°K color temperature), [5], regulated by use of a 7805, series pass

regulator mounted at the lamp. The regulator is mounted at the lamp so

as to reduce variations in voltage due to cable length. A photograph

of the light end of the instrument is figure 6.

The light receiver chosen is a lP39 phototube (with a filter to

correct its spectral response to the standard eIE curve for the human

eye response peaking at 550 NM) mounted just ahead of the focal point

of a +10 diopter plano-convex lens. The inside of the housing contain­

ing the phototube is painted optical black to minimize internal

reflections. Figure 7 shows the instrument receiver.

A typical two-channel amplifier schematic is shown in figure 8.

The output of the phototube is connected by means of a shielded cable

to a FET input, linear, operational power amplifier (40 J) which is

operated as a current to voltage converter with an adjustable gain of

approximately 106. The control panel contains a zero, and coarse and

fine span adjustments. The zeroing is done with the operational
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amplifier null connection. The coarse and fine span adjustment consists

of two potentiometers in series serving as the feedback resistance of the

amplifier. A 10-turn potentiometer was selected for the fine adjust to

reduce adjustment criticality.

The system is designed to provide an adjusted 1.000 volt signal in

clear air conditions. While higher voltages can be obtained if desired,

increasing the gain of the operational amplifier results in increased

effect of ambient light on the reading.

While the use of 1.000 volt reference signal will give an output

in percent transmittance over the beam path length, it is sometimes more

convenient to have an output directly in the final engineering units,

such as optical density. For this purpose a second amplifier stage may

be added using a commercially available Log ratio amplifier. The

schematic for this amplifier stage is shown in figure 9.

The voltage transfer equation for this circuit is:

where:

e
out

e
sm

=

1 e
_ LOG reft --e

sm

circuit output voltage in proper
engineering units

set to the clear air photometer voltage

output of the photometer amp.

(3)

t =
conversion circuit gain set to equal the

reciprocal of the path length by eq. 4

Comparing this with the equations for optical density, it can be

seen that the photometer output is converted directly to optical density

per unit length or unit optical density (where t=l). For optical den­

sity where t#l, a fixed value resistor (Rd) is used. The value of

resistance is calculated from:
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=
16.7 (l/t) - 1 (Kn) (4)

where t is the beam path length in the desired units. For unit optical

density (or where t=l) the lv/decade pin is connected to the output pin.

To use the circuit, the output of the smoke meter amplifier is

connected to the e terminals and e f is set to 1.000 volts (or whateversm re

reference voltage is used). The output (e ) is then in the proper engi­out

neering units. The Log ratio module is calibrated using the calibrate

potentiometer and a neutral density filter of known optical density.

It has been found that once the lamps have been "burned in" for

approximately 24 hours, they need only be warmed up for approximately

one hour to obtain stable operation. Full-scale output variation appears

to be less than +1 millivolt per volt.

Three photometers of one meter length and a three-channel amplifier

using this design were built for evaluation. The meters were calibrated

using gelatin (Wratten) filters in the range of 0.1 to 1.0 optical den­

sity. Tests showed that all three meters read precisely the same with

each filter when placed in the same position along the one meter length.

The results for the calibration are shown in figure 10. The stability

of the system allows its use without drift error to one millivolt accu­

racy. This results in accurate measurements to within ±0.0004 optical

density per meter (due to the low output variation).

In working with the initial prototypes, it was found necessary to

use a shielded cable between the control and the phototube when running

cable lengths over about one meter. This is due to the high impedance

of the phototube and the high amplifier gain.

It was also found necessary to operate the lamp circuit from a pure

dc supply which never drops lower than 10 volts. Although the series

pass regulator would give rough regulation from a full-wave-rectified,

unfiltered power supply, the switching times of the regulator were so

10
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